BUILDING #1 -  #2 CARSON STREET
GOVERNOR’S EXECUTIVE RESIDENCE
Niagara AX controls

BOILER ROOM - Basement

Boilers -  Weil-McLain High Efficiency Ultra 310 – Series 2 – Hot water
MTB# 23518

MTB# 23519
MTB# 23520
Pump - 1 Teel Magnetic Pump

               4 - 1/4 HP "B&G" Circulating Pumps

Hot Water Tank - "Rheem" Serial #170-73131, Model #G126-100-3

                  100 Gallons, 1500,000 BTU

Johnson Air compressor - (1) "Dayton" 1/2 HP motor #SK318E

Boiler - Outdoor reset "Johnson Pneumatic"

Air Conditioning - "Carrier" Packaging Unit Cooling Only

           Model #50AH050500, SERIAL #1385G20143, 5 Ton

           "Carrier” Packaging Unit Cooling Only – 

             Model #50AH060
BUILDING  #2 – 1401 EAST LOCKEY

COGSWELL BUILDING
BASEMENT A-WING
Niagara AX controls

MECHANICAL ROOM - BASEMENT EAST – A- WING

Air Handling #3 - Multizone, "Drayer-Hansen", Model #FZ216 - Serial #I51721-3

Motor - "Uniclosed", 5 HP, 220/440V, 3PH, Frame 215

Belt - (2) - B85

Filters - (8) - 16x20x2

3" Gate Valve on Steam Line

Air Handling #4 - Multizone - "Drayer-Hansen", Model #FZ222, Serial #I-51721-4

Motor - "Uniclosed, 5 HP, 220/440V, 3PH, Frame 215

Belt - (2) B97 U2

Filter - (12) 20x20x2

Variable Frequency Drive  -  MZU-3, Square –D, E-flex, 
Variable Frequency Drive  -  MZU-4, Square –D, E-flex
Sump Pump – Little Giant, 509208, 11110841048, M/N 9EN-CIN, 115v, 9 amp, located in A wing basement multizone Room
Motor - "General Electric" Model #4KH34KG136X, 1/3 HP, 115V; Single phase, Frame 48K

Condensate Return Pump – Itt Hoffman Specialti, typ 6, S/N 0383B

Motor - "Century", Model 5K660C, 1/2 HP, 115V

           Single Phase, Frame B56J

Chilled Water Pump   CCWP-3 ,Armstrong, 40 GPM, M/n 4030BF, S/N 668219
  Motor: Baldor, 3 HP, 182T, CAT/N EM 3211T-8, 1760 RPM, 200v

BASEMENT B- WING
Multizone room, Room No. B6
AIR HANDLING UNIT – AHU-1
BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING

McQuay, s/n FB0U040301249


Motor – A.O. Smith, 37.44 hp, 1624 rpm


Frequency Drive – Danfoss, VLT 6000 HVAC

PUMP – CONDENSATE RETURN,, CP-1 MEPCO, CRVD 2020-2ECI, s/n 118337


Motor (2) – Marathon,  c/n J0335, m/n BQA56C34D2102F P, ¾ hp

SUMP PUMP – SP-1

B-Wing - Room B-23

2 – B&G Pumps w/heat exchanger,  1/12 hp

Room B-18

Powerex Compressor – M/N Ad0051A4; S/N: (H) 1/14/2003-2049985-07; P/n: CSI00P, ½ hp, 30 gal, 4 scfm @ 80 psi, 208, 3 phase

Water Heater – 6 gallon; M/N: P6610 MSK; S/N: M02416172, 1650 watt, 120v

Room B-20( this was a weights a measures room)
AC Unit – Data Aire, M/N: DAMA-0112-P; S/N: 2004-3661-A, 208v, 1 phase, 

R22; 1.5 hp, 12/2004 – 3 ton

BASEMENT C- WING

BOILER ROOM
BOILER ROOM

Boiler, Kewanee, #MTB-12087
 670 MBH, 20 HP, 150 PSI, Cat/N H3S-20-G, Valve 80 lb/hr, 100sq ft, Order 845031

Boiler , Weil-McLAIN, #MTB-23434 M/N 94, SERIES 3, Steam Boiler M/N 2394, Controller:  
             FireEye type  EB 700, Engine Code 04, S/N 9808 0023, Display Module type ED 
             500,  Programmer type EP 160, Flame Amplifier Module type EUV1

BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING
Vent Fan - "McQuay" Seasonvent, Cat. #N31347-8, Serial #680; 1.5 HP, 208V; 3PH; s/n  3KM00003-04, m/n LYF108CHFrame 145T

Filters - (6) 20x25x2

Belts - "Goodyear" 58670

Chiller, York,  S/N 2BXM010216

M/NPIN 17XABSDTXXXXXLXXXX443X1XEXXXXXSAXXXXXXXXXXXSEXXXXX
Chilled Water Pumps  -(2) CCWP-4CCTP-1, Armstrong pump, 250GPM,  M/N 403BF
Baldor  Motor, CAT/N EM3211T-8, 3HP, Spec 36H945Y488G1

Heating Circulating Pumps - "Marathon" Model #JVE143TTDR7350AC-F1W,  1 HP, 208V; 3PH, Frame 143T – 70, Taco  m/n BB15008 6.8 A5B2B2TLO; m/d 12/79, 0 gpm, 1750 rpm


Mrathon, m/n 1 BLIU3TTDR5327 AAR26


1 hp , 208v, 3ph, Fram 143%-70


Taco, m/n BB1508 6.8 A5B22TLO; /n 12/79, 30 gpm , 1750 rpm

Condensate Return – Skidmore, Date Code 1-10-46; Type VESSM-302,S/N 151035

Baldor Motor, C/N VM3116, 1 hp, Spec 34-274W990G1, Frame 56C, 1725

Circulating Pump – Hot Water Heater #1 -  "B&G", Model 118844, EU,    Part #PAZ-3351

Motor - 1/12 HP, 115V, single phase

Pump Feed Water Boiler   #1 - "Aurora" #F4T-BF, Serial #D73-1640

Motor - "Allis Chalmers", 1 HP, 220/440F, 3PH, Frame 203

Condensate Return Pump – High Pressure Shipco, M/N 30 DMSD-60; 30 GPM


Motors - (2)  - 3 hp, c/n M312, 3490 rpm, Frame 147 JM-75

Vacuum Pump - "Ingersoll Rand", Pump type 30, Serial #050609072,  Model #V255D3


Yellow, 750 rpm, 80 gallon

Motor – Ingersoll-Rand 184T 06/2002, p/n 32036543, 3 hp, 3ph, 200v, 8.3a; pump head - n V2555, s/n 5026571, Frame 213

BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING
Hot Water Heater  - State Turbo bBaster, gas, m/n SBT100 260 NET9 DF,260,000 in, 236.4 G/hr s/n J92902801.  

Reverse Osmosis – Series , CUILLIGAN – serve high pressure setam boiler for autoclaves
Air Compressor - "Binks" Model #3254226451L

Motor - "Westinghouse" 3 HP, 220/440V, 3 PH, Frame 225

Belt - (2) BP75

C-WING 1ST FLOOR CAFETERIA


Ice Machine:  MANITOWOC, Q210
BASEMENT CENTER
Compressor - "Quincy" Blue  Model #QC03008D00406
 S/N 20050606-0031
1ST FLOOR A-WING

Condenser, York CSCC-1 S/N 2BXM010012, outside boiler room door
Closed Circuit Fluid Cooler, CCFC-1, M/N VFC-036-31K, S/N U110544401-01, Belt B130, outside boiler room door
1ST FLOOR B-WING
B WING AHU CONDENSER UNIT MCQUAY 100 TON, No refrigeration service for 5 years,
 Outside by generators AC-2 – 2006, Serves multizone in Room B6

VAV in hallway ceiling
1ST FLOOR C-WING

C-WING Stair tower

Fan coil Unit

BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING
2ST FLOOR A-WING

A/C Unit – Data-Air, m/n DARC 0334; s/n 98-1344-A, 208V, ¾ hp


(Serve A212 computer room, evaporator in men’s room)

2ST FLOOR B-WING
VAV in hallway ceiling
BSL Mechanical Room  2nd Floor B-Wing
AHU-1A -  Trane, O/N 77A930C; B/M A; S/N: K02M00410B;

 M/N: MCCB012UAOAOUA; C/N: K02M00411B;

 C/M: MCCB012N0A000000C000000000000000000

EF-1A – Greenheck, M/N: 16-BISW-21-3411; S/N: 03B26908; Mark EFIB, Toshiba motor; 3 phase; /N: B0102FCF24MW; 230/460v, 3490 rpm, 25,12.5A; 

S/N: 021201918 ; 10 hp

EF-1B -  Greenheck, M/N: 16-BISW-21-3-111; S/N: 03B26907;  Mark EF—1A, Toshiba motor; 3 phase, M/N B0102FLF2UmjU; 230/460; 3490 rpm; 25, 12.5A; 

S/N: 021201917

Unit Heater UH-1 – Trane, M/N: UHSA060S8EAA; S/N: LOZMJ2723; 115v, 2.1a, 1/20 hp

Phoenix Valves – 27 each

Condensing Unit – CC-1 Trane, M/N RAUCC20EBX13A0D000010; S/N C02M1D986

101a, 200v

2ST FLOOR C-WING

2ND FLOOR Mechanical  ROOM         

Return Air #1 - "Trane" 10 HP, 208V, 3PH

Fan - Model #49A9-1H

Motor - Cat. #6-330779-02

Air Conditioning Unit #1 - Serial #219035-01; 30 HP, 208V, 3PH

                                Frame 286T

Motor - U.S. Model #H64HPACYA

Belt - C-180

BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING
3rd FLOOR C-WING
ROOF A-WING
Exhaust fans, 3 ea, Block house roof
Roof Air Conditioning Unit– CRTU-1, York/JC, M/N XTO-039X060-KAJA017A, S/N ABXM XT0287, 7.5 HP

Block House Roof – serves several offices on 2nd floor at end of A-wing.

Exhaust fans, 2 ea, mens & womens RR
ROOF B-WING 
Makeup Air Unit MAU-1, 2006,  MCQUAY S# FB0U061100546

Condenser unit, 2006, MCQUAY,  AC-1 – B-wing Roof serves MAU-1 M/N ACZO13AC712-ER11S#STNUO61100016

Health Lab EF-3 Cook M/N 90- ACEH90C15DH S/N 371S916364-00/0002701

     ROOFTOP

A/C Units- not in service (1) Typhoon Model U30CU-6

(1) Typhoon Model U18CU-6

(Compressor and condenser on the roof.  Serves B-wing lab.  B-222 evaporator)

3 abandon exhaust fans, west side of B-wing roof
Exhaust fans, 2 Ea., Serves Rest rooms

Exhaust Fan, EF314, Twin City Fan Co. , S/n C09-264808-1. M/N DCRD-070B, 1/8 Hp
Exhaust Fan, Carnes, M/N VERBK10C1A1NA20SPC1, S/N 368071001, ¼ HP

HRU-1, Strobic Air Corporation, TS-3 1X2 heat Reconvery plenum  20,000 Max coil CFM, 2-Tosshiba TEFC, M-C, 30hp fans, 1200 rpm, 200 v, 3 phase, 87 amps, 326 T, SF 1.15
BUILDING #2 - 1401 EAST LOCKEY STREET – CONTINUED
COGSWELL BUILDING
ROOF C-WING

Exhaust fans, 3 ea 
PENTHOUSE (west /elevator room)

Still - "Barnstead" - electric; Model #A1016; Serial #76-06-037

Still - "Barnstead" - steam; Model #5MO15; Serial #60226


BUILDING #3 -  1315 EAST LOCKEY STREET
WALT SULLIVAN BUILDING 

Niagara AX controls

EAST WING
BOILER ROOM - Basement East
Boiler - "Birchfield", low pressure steam, natural gas, forced draft, Type #PSL 1052, Serial #11616; 3,750,000 BTU

Burner - "Ray", Size 3, Type FDG104, Model #550, 

                  Serial #247267

Motor - "G.E.", Model 5K48PG2A, 1-1/2 HP, 208 V, 3PH, 

                 Frame 56C

Programer - "Fireye", Type 26RJ8, Model #6008, 

                     Serial #67110411

Pump – Hot Water - "B&G", Cat. #1-1-1/2-BB8-1/2BF, 

                         Fact #503681BE, 100 RPM- Coupler #PW56Z-4291

Pump - Size #185011, Serial #790038

Motor - "Marathon", Model DH184TTFL7027ABW, 5 HP, 280V, 3PH

                 Frame 184T

Pump - Hot Water - "B&G" 1510, Model 1-1/2 AB; Serial #1200849

Pump - 85 gallons per minute; 35 foot head

Motor - 1-1/2 HP, 1700 RPM; 175 working pressure

Domestic Hot Water Heater – State Turbo Blaster,  S/N L88965457,

 Model SET 80 199 NEG DF,    80 Gallons, Input 199,900 BTU

Pump, Circ., Domestic Hot Water – Grundfos, Typ UP 15-42, Class F, A14, W(in) 85
Pump, Condensate Return/Feed Water – Shipco  (2)Pumps, U/N 12DMDl25, 25GPM, ¾ HP, S/N 56185, Pump type 110 D
BUILDING #3 - 1315 EAST LOCKEY STREET - CONTINUED
Chiller - "Trane", Model CG75A, Serial 127489

Compressor - Model #3E5B60, Serial 39328

Motor - "Westinghouse", Model AUDP, 75 HP, 208/220/440V, 3 PH

                 Frame 405US

Pump, Condenser Water - "Aurora" Pump #173941, 225GPM@40", 

                              Type BCP Size 3x4x8

Pump, Chilled Water - "Aurora", Serial #BJP173940

Motor - "Dayton" , Model #FD11001CA, 1 HP, 200/440V, 3PH 

                 Frame 182         

Water Tower Treatment Unit- "Honeywell" Towermatic 100 w/

                                   Model #910-676 Metering Pump

Sump Pump - "Aurora" #180267, Size 1A

Motor - "Master", Style 313014, 1/2 HP, 115/230, 1 PH,

                 Frame G56GC

Converter - Heating Water "Birchfield"

BASEMENT, 1ST, 2ND, 3RD PERIMETERS - Fan Coil, "Trane", (70)

PENTHOUSE – East Wing
Cooilng Tower – Euapco Model LSWA300, Serial # 998564W

                 Motor – Magnatek Part #9-391650-60 15HP, Frame 256T

Belt - (3) - B79

Air Handling Unit – Dunhum-Bush Model HF017MF12745901 AHU-1


Serial # 12745901A995

Motor - "A.O. Smith, Model P213P4A8, 3 HP, 208/220/440V, 3PH 

Frame 213

Coil Pumps (2) Taco 1611C3N1 4.60

Motors (2) Emerson Model S 55 CSJFM04927, ½ HD

BUILDING #3 - 1315 EAST LOCKEY STREET - CONTINUED
ROOF - East Wing
Exhaust Fan - "Trane" - Unit #9F2-FC-4802, Serial #131715

Motor - "Westinghouse", Model 48-52900-00, 1/6 HP, 115V

                 1PH Frame W48

Belt - (1) 2230 (Gates)

Exhaust Fan - "Trane", Unit #16F2-FC-4800, Serial #131713

Motor - "Westinghouse", Style #316P521-C, 1/4 HP, 115V

                 1PH Frame B48

Belt - (1) - 2450 (Gates)

Exhaust Fan - "Trane", Unit #18G3-FC-4597, Serial #131714

Motor - Fractional

Belt - (1) - 2530 (Gates)

Exhaust Fan - Trane - Unit #24H1-FC-4582, Serial #131717

Motor - "Dayton" Model GK778, 1/3 HP, 115V, 1PH Frame 48

Belt - (1) - B78

WEST WING

MECHANICAL ROOM -  Basement
Boilers – Weil McLain Ultra’s, M/N 550, 550,000 in, 517,000 out
MTB 27004 , S/N CP6119469

MTB 27005 , S/N CP6119465

MTB 27006 , S/N CP6119471
Domestic Hot Water Heater - "Ruud", Model #GL100-200-4, Capacity

                                  100 Gallons, Input - 199,900 BTU/HR

BUILDING #3- 1315 EAST LOCKEY STREET – CONTINUED

Pump Domestic Hot Water - "B&G" #102307CN, HVAB

Motor - "B&G" M10291AN, 1/6 HP, 115V, 1PH

Fan - Draft for Domestic Hot Water "Tjernlund", Model #D,

              Serial #73-F4549

Motor - Fractional HP

Controls - Pneumatic - Johnson 280-46-1

Air Compressor– Powerex Model AD0153A4

Motors – Balder Cat. # M3154T, 1.5 HP, Frame 145T

Refer. Dryer – Johnson Controls Model A4412-1

Sump Pump - "Sump-Witch"

Motor - "Westinghouse", Serial #316P811,    HP, 115V, 1PH,

                 Frame 48Y

Chiller - "Trane", Model CG40E, Serial #L3G683221

Compressor - Model #2F5CSSN, Serial A3F08A8203, 3PH, 

                     208/230V,  FLA 126, R22

Pumps – Hot Water
Pump - (2) "B&G" #1510, Model 2BB7-1/4BF, 51GPM, 

                    I.D.#671767HN

Motor - (2) "Century" Part #G-322467-01, 5 HP, 208V, 3PH, 

                      Frame S184T

Pumps – Chilled Water - 

Pump - "B&G", #1510, Model #2BB9BF, 81GPM, I.D. #675773JN

Motor - "U.S. Electric", I.D. #F-9236-00-180, 7.5 HP, 208V,

                 3PH, Frame 213T

BUILDING #3 - 1315 EAST LOCKEY STREET - CONTINUED

Pump, Water Condenser
Pump - "B&G", #1510, Model 2-1/2A-67-8-BFHN; 46GPM, 

                I.D. #673669

Motor - "U.S. Electric", I.D. #F-9635-00-144, 3 HP, 208V,

                 3PH, Frame 182T

1ST, 2ND, 3RD FLOOR PERIMETER
Fan Coils – Heating/Cooling - 4 Pipe, "Trane", Type B22AL03 (60)

COMPUTER AREA - MECHANICAL ROOM, BASEMENT, WEST
Air Conditioning Unit - "Liebert", Model #FD-145A, Serial #3191

Compressors - (2) "Carrier" - Model #06D, R-500, 

                           Motor #06DC320404, Serial #B203605, 208V, 3PH

Motor - EVAP "General Electric", Model #5K145AL2666, 2 HP, 208V,  3PH, Frame 145T

Belt - (2) - B46

Filter - (3) 24x24x2 (Media)

W/Humidifier

Condenser – Air Cooled - "Bohn"

Motor - "Marathon", Model #BF184TTDR7627AAW, 5 HP, 208V,

                 3PH Frame 184T

Belt (2) - B67

PENTHOUSE – WEST WING

Exhaust Fan - "Porter", Model #12B, Order #BFG412

Motor - "Dayton" Model #5K9778, 1/4 HP, 115V, 1PH, Frame 56Z

Belt - 4L330

Exhaust Fan - "Porter", Model #12D, Order #CF1442

Motor - "Dayton", Model 5K504A, 1/2 HP, 115V, 1PH, Frame 56
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Belt - 4L360

Exhaust Fan - "Porter", Model 18D, Order #BF6412

Motor - "Dayton" Model #5K399A, 1/2 HP, 115V, 1PH, Frame 56

Belt - 2500 (Gates)

Exhaust Fan - MECHANICAL ROOM - "Dynamaster", Serial #LX16218,

                                      Model #F1435-1-25

Motor - "General Electric" 5KCP33CG692S, 1/12 HP, Frame 56Z

Cooling Tower - "Marley", Model #6325, Serial #722

Motor - "General Electric" Model #5K182Al6159A, 3 HP, 208V

                 3PH, Frame 182T

Belt - B71

Air Handling Unit, MZU - "Nesbitt", Model WG22J3, Serial #MM21HF

Motor - "U.S. Electric" I.D. #F-9242-00-332, 10 HP, 230/460V,

                 3PH, Frame 215T

Belt - (2) - B85

Filters - (12) 20x20x2 (Media)  (6) 16x20x2 (Media)

Pump, Chilled Water - "B&G", Size 13S47/8BN, 39GPM@19',

                            Serial #172516

Motor -I.D. #MAGOOD-5106-BBN, 1/2 HP, 115/230V, 1PH

Pump Hot Water - "B&G", Size 13S4-1/4BN, 36GPM @13', 

Bearing Assembly - Size 118478, Serial #792149JU

Motor - "B&G" I.D. #MAGOOOA-2606BFN, 1/4 HP, 115V, 1 PH

Fan Coil, Ceiling MOunt - "Trane"

3RD FLOOR CAFETERIA
 Ice Machine:  Scotsman CM3, S/N 507863-119; M/N CME 506AE-1C

                            115v, 16 amps

BUILDING #4 - 1301 EAST LOCKEY STREET

OLD BOARD OF HEALTH
HEATING - By Steam Radiators wtih hand valves

Boiler - Burnham, Cast Iron Sectional, installed 1991, Boiler No. K5013B, s/n 7723754 936,000 BTU/Hour In, 739,000 BTU/Hour out, 312,000 BTU/Hour min,15 PSI Steam, 
Honeywell burner control

Main Steam Valve - "Honeywell" in crawl area controlled by 

                    Crono-Therm in 2nd floor northwest office

Window A/C Units- 13 

Cabinet Heater - (1) Electric "Chromalox"

Hot Water Heater – Crawl Space, Electric
BUILDING #5 - 111 NORTH SANDERS STREET

PUBLIC HEALTH & HUMAN SERVICES
Niagara AX controls

BASEMENT - MECHANICAL ROOM

Hot Water Heater – Lochinvar –M/N ETA040KK; S/N TC4971990

240V
Upper 4500W – Lower 4500W

COMPUTER ROOM – BASEMENT (ROOM 2)

AIR CONDITIONING UNITS
1 Data Aire Inc. - DADAP II

M/N DTAD- 0832 – S/N 2001-1465-A

208V

Blower: 195128.8 AMP

Reheat
15KW

Humidifier 3.4KW

2 Data Aire Inc. –  DADAP II

M/N DTAD-1032 – S/N 2004-0613-B

208V; 239/37.8 Amp compressor

Blower
8.4 AMP

Reheat
15KW

Humidifier 3.4KW

ENTRY - BASEMENT EAST
Cabinet Convector - Vulcan Radiator - Electric

LOADING DOCK - BASEMENT
Unit Heater, "AAF", 7.5 KW, 3PH, Model HSU-075

STORAGE 1 - BASEMENT
Compressor:  Ingersoll Rand Rotary Screw

7.5 HP
3200 RPM

M/N UP 6-7.5TAS-125W/

Dryer:
JCI, Refrigerated Dryer, A4210-1



Freon 12, 115V; 5A

BUILDING #5 - 111 NORTH SANDERS - CONTINUED
STORAGE 1 - BASEMENT
MovinCool

M/N Office Pro 24; S/N 0400 0404 240

24000BTU/H; R-22

230V, 11.2 AMP

ENTRANCE - 1ST FLOOR - MAIN
Fan Coil - "Herman Nelson", Electric Model #SGEGRFFXR5157-11,

     Control #530261

Filter – Washable

ENTRANCE - BASEMENT – NORTH

Cabinet Convector - Vulcan Radiator - Electric

BASEMENT – RM 5

Hot Water Tank – State Censible  510E, 10 gallon

BASEMENT -  CAFETERIA

Hot Water Tank –Richmond, 8UP1, S/N RM0502263414; 120V, 2000 Lower

  8/31/03

Ice Machine – Manitowoc Series 150

1ST FLOOR – WOMEN’S REST ROOM

Hot Water Tank - "Crane", Model #CS 10 SELOW, Serial #L75100079,

  120V, 1500 Watts

2ND FLOOR – WOMEN’S REST ROOM

Hot Water Tank – A.O. SMITH – 1-8-2001

3RD FLOOR – WOMEN’S REST ROOM

Hot Water Tank - "Crane", Model #CS 10 SELOW, Serial #L75100082,

  120 V, 1500 Watts
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ROOF - AIR HANDLER UNIT #1

Temtrol Model RBDR-57


Condensor – Carrier Model 38AE-064-511 Serial # 3091F69277

ROOF - AIR HANDLER UNIT #2

Temtrol Model RBD-29


Condensor – Carrier Model 38A15-028-501 Serial # 3691F72196

PENTHOUSE

Boilers
3 each, Burnham, Cast Iron Sectional, Class Hot Water, 594,000 BTU (installed 1992)

BUILDING #6 – 125 NORTH ROBERTS STREET
MITCHELL BUILDING

OLD WING
Niagara AX controls

BASEMENT – PUMP ROOM – ROOM 10

Air Compressor

(1)Honeywell Compressor – DevilBiss M/N 230; S/N 954615

M/N 210G1164-2; Type HUBO 5040 #64486

Motor – GE. M/N 5K213AG201; 3PH, 208/220, 640; 1750 RPM; 9/4.5 AMP; 

Frame 213

Belt - Quantity 2 - BP68

Refr. Dryer - Johnson - A-4210-1

Controls - Pneumatic - Johnson 880-4

Pumps  

(1)  Taco – M/N FX1511EZFAJIC3B; S/O EC10018/3

            Motor – Baldor - 1750 RPM; 7.5 hp;  60 Head

(2)  Taco – M/N FX1511EZFAJIL3B;  S/O EC10018/3                

      Motor – Baldor – 1750 RPM; 7.5 hp; 60 Head

(3) Taco – M/N FT3009E2GAJIL3A; S/O EC10018/1

            Motor - "Wagner", Model #B1897, 3/4 HP, 220/440V, 3PH,

(4)  "Taco – M/N FT3009E2GAJIL3A; S/O EC10018/1

  Motor – Baldor – 1750 RPM; 10 hp, 45 Head        Frame 75U

BUILDING #6 – 125 NORTH ROBERTS STREET – CONTINUED

BOILER ROOM

Air Handler Unit

"Trane", Unit #T3,  Serial #U78B04429

Motor - "Century", Model #8-104632-22, 1/2HP, 114/230V, 1PH, Frame J56

Belt - Quantity - 4L420

Hot Water Heaters  - Lochinvar Gas; M/N TNR 125-060; S/N AK 5388489;


60 gallon; 143.9 gal/hr; 120V

Circulating Pump - Domestic Hot Water Grundfos Type 15-42F 

ENTRY - BASEMENT N.E.

Fan Coil - 1 Wall Mount "Nesbitt"

ROOM 17

Air Conditioning Unit -  "Liebert", M/N 1/E219WUCA00; S/N 709197-001;

 208 V 3ph; 73.1 amp

Carlyle Compressors (2) – 6.5 ton each

Model #06DF8182AA3200; MFG/N $DAEMB@D@G47

SN 4904U00545;  SN 4904U00543

BOILER ROOM - BASEMENT (OLD WING)

Condensate Return Pumps
2 - "Weil", Model #11-2-450004-1, Serial #241-500

2 - Motors, "Century Part", #8-140215-01, 1 HP, 208V, 3PH,

    Frame JA56C

BASEMENT MEN’S REST ROOM – WEST WING
Hot Water Circulating Pump in ceiling - "B&G", #185260, 

Motor - 3/4HP, 1750 , 208/230/460V

Exhaust Fan – Electrical

BUILDING #6 – 125 NORTH ROBERTS STREET – CONTINUED

CAFETERIA

Ice Machine – Scotsman, CM3, M/N CM#06AE-1A, S/N 172728-07P


Air Conditioner – Trane, M/N DACB-B502-B; Type 169-1203-1-1; 


S/N C84F-04084; 208-230V; 6.3A; 6/1984

Rooms - 108,109,Hall,110 1/2, 113,114,115,116,117,118,119,120,

        121,122,123,124,125,....

FIRST FLOOR
Fan Coils - Ceiling Hunt (Cooling) "Spot Aire"

Motor - Frac. HP

Hot Water Heater - "Rheem", Serial #R11821049S, Model #64-20S,

             240V, 20 Gal., 2,000 Watts

2ND FLOOR WEST WING

Phone Room Across From Elevator

Fan Coil – Centruy


Fan Coil – McQuay, M/N FCC.1.S08.Q.J.00.AG.18.A.I.C.I. , 2005, Part #210392200



115V, 1/3hp
ROOF
(7) EXHAUST FANS

BUILDING #6 – 125 NORTH ROBERTS STREET – CONTINUED

BASEMENT ROOM 51/52 – COMPUTER ROOM 

North Unit – Liebert 1; M/N FH248C-CAOI, S/N 529765-001, 


208V, 23.9A


South Unit – Liebert 1; M/N FH248C-CAOI, S/N 529765-002


208V, 23.9A

ROOM 54

Fan Coil – Ceiling


Humidifier – Carnes, M/N HXBDB1 & HCAF; S/N 668131 & 668131, 120V; 1.15/14.4A
JANITOR CLOSET – BASEMENT – NEW WING


Hot Water Heater – Lochinvar Model ETA120KK, Serial # WC9021052, 120 Gallons


U&L 4500W; M/N ETA120KK

BUILDING #6 – 125 NORTH ROBERTS STREET – CONTINUED

ENTRY BASEMENT
Fan Coil - "Nesbitt"

COMPUTER ROOMS - BASEMENT - Computer Room Package Unit with Humidifier

ROOM 55
(1) "TRANE" - Model #KCDA 10030D, Serv #E2HA4RR0, 208/230V, 3PH; S/NS78A-00902

Motor - Howell, 5HP, 208V, 3PH, Frame G145T

Belts - Quantity 2 - A41

Filters - 6 - 16x25x4 DP

(2) "TRANE" - Model #KCDA 10030D, Serv #E2HA4RR0 S/N S78A-00900

Motor - Marathon, Model #FVK184TTDR700D-1CEWF1

Belt - Quantity 2 - A42

Filters - G - 16x25x4DP

(3) “TRANE” – M/N FCDA 15030D; Serv #E2HAHRRO; S/N 578A-00898


208-230V; 107A; 5 hp

Motor - Howell, 5HP, 208V, 3PH, Frame G145T

Belts - Quantity 2 - A41

Filters - 6 - 16x25x4 DP

(4) “TRANE” – M/N FCDA 15030D; Serv #E2HAHRRO; S/N 578A-00898


208-230V; 107A; 5 hp

Motor - Howell, 5HP, 208V, 3PH, Frame G145T

Belts - Quantity 2 - A41

Filters - 6 - 16x25x4 DP

BUILDING #6 – 125 NORTH ROBERTS STREET - CONTINUED
ROOM 73
(5) “TRANE” – M/N FCDA 15030D; Serv #E2HAHRRO; S/N 578A-00901


208-230V; 107A; 5 hp

Motor - Howell, 5HP, 208V, 3PH, Frame G145T

Belts - Quantity 2 - A41

Filters - 6 - 16x25x4 DP

ROOM 72
(6) "TRANE" - Model #KCDA07530D, Serv #E2HA4RR0; 7.5 Ton
S/N S78A-00930; 187-253V; 100 A; 3hp
Motor - "Marathon", Model #EQA56134027AW, 3HP, 230/460V, 3PH,

     Frame - 56-12

Belt - Quantity 2 - AP45

Filter - 6 16x25x4DP

Room 71

Fan Coil – Dunham-Bush, Cat #CC-3000; S/N 70305801A81H


Fan Coil – McQuay-Perfex, S/N 4HHG42816 01; M/N SCD-201A, 175V

Room 55 – Under Floor
Sump Pump(s) Computer A/C Unit (s) Condensate)
2 - "Federal", Unit #VB 11/2, Record #B-52807

2 - Motor - Westinghouse, Style #312P401, 1/3 HP, 115/230V, 1PH

Frame 56C




     2 @ 1/4hp, 15A
BUILDING #6 – 125 NORTH ROBERTS STREET - CONTINUED
PENTHOUSE
Fan Coils - 3 - "Nesbitt"

Air Handling Unit #1 – Supply A - "Trane", Type H-50, Climate Changer

Serial #K5J292755

Motor - "Marathon", Model #DK326TTDR7626-AA-W, 50HP, 208V, 3PH,

     Frame 326T

Belt - Quantity 3, 5V1320

Filters - 28, 16x25x2

Compressor Dryer – Quincy, M/N 8010, S/N 0302A-1-75-820, 115V

Compressor – Honeywell, M/N 250F80200E, S/N 230-32-902973-L, 6-1975
Return/Exh. #1 - "Trane", Unit T50V, Serial #U5K41887

Motor - "Century", Part #6-330-779-02, 10HP, 208V, 3PH,

     Frame S215T

Belt - Quantity 2, BX97

Air Handling Unit #2 - Supply
Same as #1 - (Serial #K5J292756), Climate Changer

Return/Exh. #2

Same as #1

Exhaust Fan - "Trane", Unit #T8, Serial #U5K41888

Motor - "Century", Part #8-107287-01, 3/4HP, 220/440V, 3PH, 


                 


  Frame 56Z

BUILDING #6 – 125 NORTH ROBERTS STREET - CONTINUED
PENTHOUSE
Circulating Pump - Hot Water, A/H #1 & #2

2 - "B&G" - Bearing Assembly - Size 118478, Serial #884357AV

         Volute - 2AA4 1/8 BF, 54GPM @ 14'

2 - Motors - I.D. #MAGOOD-5106 BDR, 1/2 HP, 115/230V, 1PH

          Frame

Circulating Pump(s)
4 - "Taco", Model #DD4008-7.7 C5B2E2TLO, Frame C5, GPM 200

4 - Motor - "Marathon", 5HP, 208V, 3PH, Frame 184T

Controls - Pneumatic, Honeywell 962-75022

Chiller- Computer Room - "Taine", Model #CGWA080GRB51CC4B5C361BEJ

 Serial #l78d11015, 208V, 3PH

2 - Compressors - Model #CRHR 400-A-2D, Serial #A8C40 D2879 &

      Serial #A8C40 D3881

ROOF
Cooling Tower - "Baltimore Air Coil", Model VI-100-1, 

          Serial #77-5540-P

2 - Motor - "U.S. Electrical", 20HP, 208V,3PH, Frame 2256T

Belts - Quantity 4 - B91 (Total 8 Per Tower)

Spray Pump - "Pacific Pump", Cat. #10-30503-BAC30161, 

          Stock #60061484, Serial #FN41073

Motor - "Paco", 3450RPM, 3HP, 208V, 3PH, Frame 145TCZ

BUILDING #6 – 125 NORTH ROBERTS STREET - CONTINUED
ROOF PENTHOUSE
Chiller - "Carrier" Model #30HS090D500; Serial #NI63982, 90 Ton,

       230V, 3PH; R-22

Condenser - "Carrier", Model #09DE084510, Serial #2191038,

      230V, 3PH

Condenser Fan MOtor - 4 each, 3/4HP, 230V, 3PH

Condenser Fan MOtor - 2 each, 3/4HP, 230V, 3PH

Chiller –“Trane” Model RTUA100AY13DOVEN; Serial #1197H04369

Condenser – “Trane” Model RTCA100G)D00A300GKN; Serial # U97H04424

ROOM 412


Fan Coil Unit - Century – Model 51-01-8-18A; Serial #17703158410



          Model 5102-5-18A; Serial #17701111296


Fan Coil Unit – Temtrol, M/N WF-DV5, S/N U10189-001-00




208V, 2hp, 5.6A, 2005
BUILDING #7 - 1310 EAST LOCKEY STREET

OLD LIVESTOCK BUILDING

Niagara AX controls

     Room 102 

     Air Handling Unit – S/N 5100 FS 2574; U/N: 39TVE—P—XADFQ-AB

    Pumps – 2 each – TACO – 2 hp

     Controls     - Barber-Colman – 8000/Invensys, 
     Water Heater – Lochnvar, 0 gallon, 2002 – 240v

     2nd floor Entry – Unit heater; S/N 12/08/00; 29800 BTU’s, 430 cfm, 115v ; 2.2a

BUILDING #8 - 118 NORTH ROBERTS STREET

CAPITOL ANNEX
Niagara AX controls -  For air handler only
HEATING - by Perimeter steam radiation

Main Steam Valve - In crawl space, Johnson Control , VA7810-AGA-2, 225 lb
Air Conditioning Packaged Unit - Trane,  Order/N Y7K298A-A, S/N W11K20413
EXVE03612C03A0TRD010000200000000000
Compressor Motor , 208v, 77lra, 14.1 RLA

Blower Motor 208v, 4 FLA, ¾ hp
BUILDING #9 – 120 NORTH ROBERTS STREET

BOILER PLANT
Niagara AX controls

Boilers (2) - Low Pressure Steam, natural gas, forced draft "ORR & SEM 
         



BOWER", Model #K8303-AS; Serial #68B0190001; & 2, BHP - 346, BTU/HR -

11,619,000, Built 1968

Burner - Model #F16-G-50.4

Motor - "Century" Part #G-311466-01, 5 HP, 208 V, 3PH Frame 184T

Programmer - "Fireye", Type 26RJ8, Model #6070

Pump, Circ. - Boiler Water - GRUNFOS TYPE UP15-42F, 115V

Domestic Hot Water Heater - "Ruud, Model #GL100-280-5, 100 Gallon

                             Capacity, Input 280,000 BTUH

Converter Domestic Hot Water - "Richmond Engineering", MFG# L-9854

                                 Built 1968

Pump, Circ. Domestic Hot Water - (2) "Taco", Model #117B-1868

Motor - "Marathon", Model #60D48S17D252A, 1/8 HP, 115 V, 1PH, 

              Frame 48-3

              1 - "Taco" Model #120B-129, Motor "General Electric",

                   Model# 5XBJ006E, 1/6 HP, 115v, 1PH Frame 48Y

BOILER WATER TREATMENT STATION
Pump -  "Milton-Roy", Model #R120A, 5.1GPH @925 psi,

              Serial #21417-1

Motor - "Century" Part #7-128906-01, 1/2 HP, 115 V,

                 1PH Frame Y48YZ

Mixer
Motor - "Century" Part #8-128974-01, 1/4 HP, 115 V

                 1PH Frame H48

Air Compressor
Controls - Pneumatic, "Johnson Controls" #617728

BUILDING #9 - 120 NORTH ROBERTS STREET - CONTINUED
Cooling Tower– Evapco Model LSAW1740, Serial #998336W

Air Handler
Motor - "Century" Part #8-108G94-20, 1/4 HP, 115/230V,

                 1PH Frame H56

Belt - 2390 "Gates"

Feed Water System
Pump - (3) "Federal"

Motor - (3) "Marathon", Model #GH184TDR1841BBW, 1-1/2 HP,

                     208/220/440V, 3PH, Frame 184CZ

Condensate Return
Pumps - (2) "Federal"

Motor - (2) "Westinghouse" Serial #309P664, HP 115/230,

                1PH Frame BK48Y, RPM 3525

Sump Pump - "Federal", Order #B-19698-4, Unit #VB11-1/2

Motor - "Westinghouse" Serial #09P545, 1/4 HP, 115/230,

                 1PH Frame BK48Y

BOILER BUILDING - CREW ROOM
Fan Coils - (2) "Dunham Bush"

BOILER ROOM - GARAGE AREA, PASSAGE
Unit Heaters - (3)

BUILDING #9 - 120 NORTH ROBERTS STREET - CONTINUED
Chiller


McQuay Model PHF063MA, Serial # STNU991000092

Primary Chilled Water Pumps (2)
                 Taco Model FE5010E2KIG2LOA, 25 HP

                 Motor – Baldor Super E Cat. # EM253IT, 25 HP Frame 234T

Secondary Chilled Water PUmps (2)

                 Taco Model FE5013E2NIG2LOA, 50 HP

                 Motor – Baldor Super E Cat. # EM2543T, 50 HP Frame 326t

Cooling Tower Pumps (2) 

                Taco Model FE5013EZM1G2LO, 40 HP

                Motor – Baldor Super E Cat. # EM2539T, 40 HP Frame 324T

BUILDING #10 – 1301 EAST 6TH AVENUE
STATE CAPITOL

Basement – Room 61


Pump Hot Water, Super E Baldor, HWP040-1


C/N Em2513T, 15hp, Frame 254T, 17165

S/N 0990517 230/460  35.4 – 17.7


Taco, M/N FE2510EZH1F2LOA


Pump – Hot Water, Supere Baldor,HWP 040-2


C/N EM25137, 17615, 15 hp, Frame 254T


230/460, 35.4 – 17.7, S/N 0990517


Taco, M/N FE510EZH1F2LOA


Control:  Robert Shaw


AHU Trane: M/N MCCA021UB000S00U


AH-001, Belt 1  BX-6B


Filter: 9 @ 20x25x2


AH-002 Gaylord, M/N MCF-500A


HA .75, 3.2 amps, 208 3ph


S/N 99201201-AH-002


HWP-040-3, Pump, Taco, M/N 0010-F2; 1/8 hp; 1.10 amp, 115, 3250

Heat Exchanger – HX-040


Basement – Room 64


Fan coil 44-1, M/N TSH101FR, McQuay; S/N 79H0125401, 115v


Fan coil 44-2, M/N TSH101FR, McQuay; S/N 79H0125301; 115v


Basement – Room 65


Fan coil 50-1, M/N TSH101FR, McQuay; S/N 79H0125601; 115v

Fan coil 50-2, M/N TSH101FR, McQuay; S/N 79H0125501; 115v

Return Fan, RF 001, Greenheck; M/N BDF 200-50; S/N 00f13941

Basement – Room 66

Fan coil 51-1, M/N TSH051FR, McQuay; S/N 79H0123201; 115v

Basement – Room 67

Fan coil 52-1, M/N TSH031FR, McQuay; S/N 79H0125501; 115v

Basement – Room 68

Fan coil 53-1, M/N TSH061FR, McQuay; S/N 79H0123301; 115v

BUILDING #10 – 1301 EAST 6TH AVENUE – continued
Basement – Room 68A

Fan coil 55-1, M/N TSH031FR, McQuay; S/N 79H0115601; 115v


Basement - Room 71

Fan coil 57-1, McQuay; 

Fan coil 57A-1, M/N SCD161BR, McQuay; S/N 79H010801; 115v

Basement – Room 54A

Exhaust Fan EF34, Greenheck; M/N SWB-18-10CCW-TH; S/N 99I00715

Pump, HWP-034-1 Baldor, C/N EM253IT, 25 hp, Frame 284T; 1770, S/N 0990608
250/460, 60-30

Taco FE3010D2KIF2LOA

Pump , HWP 034-2, Baldor, Frame 2531T; 25hp; 1770; S/N 0990608 230/460, 60-30

Taco  Taco FE3010D2KIF2LOA

Expansion Tanks – 3 each

Return fan, RF-003, Greenheck M/N BSQ-300-50

Belts – 2 A86
Air Handling Unit – AH-003

Frequency Drives – 4 each – Toshiba

Pump circulation, CP-11, Dayton M/N 3K213A; 1/2 hp 1725, 1 ph, 115va/230

56 Frame, Taco 1620c-1

Basement – Room 53

Fan coil, 32-1, McQuay

Basement – Room 52B

Fan coil 30-1, McQuay

Fan coil 30-2, Mc Quay

Basement - Room 51

Fan coil 29-1, McQuay, M/N SLD121B, S/N y9h010820

Basement – Room 81

Fan Coil

Basement – Room 01

Fan coil 2-1, McQuay

Fan coil 2-2, Trane; M/N BCHC036A1A0A1602600000B01000000;

 S/N TO5G37473,  115v

BUILDING #10 – 1301 EAST 6TH AVENUE – continued
Basement Cafeteria

Fan coils – 5 each

Basement Vending Machine Area

Fan coil, McQuay

Basement – Room 02

Fan coil 3-1

Hydronic heat system


Basement – Room 29

Pump -019-1

Pump – 019-2

Frequency Drive – 4 each

Air Handling Unit, AH-004, Trane

Return fan – RF-004, Greenheck, S/N 99J00997

Circulation pump CP#

Basement – Room 28

Fan coil 18-1 McQuay

AC Unit Liebert

Basement – Room 28

Kwikool, m/n SWAC 6043, 60,000btu, H2001, s/n 4703, 460v, 13.65fla
Basement Room 27

Fan coil 17-1,McQuay

Basement Room 4, 4A, 4B

Fan coils

Basement – Room 2

Fan coil, McQuay, M/N SCD161B; S/N 79H0108101

Basement – Room 12

Frequency drives – 2 each

Pump – HWP 008-1

Pump HWP 008-2

Air Handler AH-005 Trane

Return Fan RF-005

Exhaust Fan – EF-008

BUILDING #10 – 1301 EAST 6TH AVENUE – continued
Exhaust Fan – EF-008A

1st, 2nd, 3rd and 4th Floors

Fan coil, floor/wall
266 each

1st, 2nd, 3rd and 4th Floors

Fan coils, ceiling mounted – 15 each

Room 41 – Eat door near ceiling

Unit heater – UH408-1

Exhaust fans – 4 each

Elevator Room – far east

Exhaust fan


Roof


Exhaust fans – 4 each

AHU-505, serves Governor’s wind

Pace, S/N 99-81337-01, 99-81337-01 Size (1) A-22 FC DWDI

w/2 circulation pumps

Room 401, take ladder above ceiling

Air handler AH-502

Return fan RF-502

Circulation pump CP 502

Air Handler AH-503

Air Handler AH-504
Pump HWCP HWPC506-1

Pump CWCP CWPC506-1

Return Fan RF506, near dome

Unit heater – near dome

Room 450

Unit heater

Room 459

Air handler AH-501, Trane Climate Changer

Return Fan RF-501

Circulation Pump

Frequency drive – 2 each

BUILDING #10 – 1301 EAST 6TH AVENUE – continued
Ceiling access – Hall outside room 470

Air Handler AH401

Air Handler AH402

Fan coils – 428 1, 2, & 3

Pumps CWCP 428, 1, 2 & 3

Pump HWCP 428 1,2, & 3

Unit heater 428 1 & 

BUILDING #11 – 225 NORTH ROBERTS STREET
MUSEUM/MT HISTORICAL SOCIETY
BOILER MECHANICAL ROOM - SUB BASEMENT

#MTB-23516
HURST BOILER – STEAM – MODEL #LPE-X-50HP 15X30


SERIAL #LPE200-15-30-7M – STEAM LBS/HR 1725


MIN BTU/HR 750,000; MAX BTU/HR 2,092,000
#MTB-23517
HURST BOILER – STEAM – MODEL #LP3-X-40-15 40HP


SERIAL #LPE-165.5-15-30-7M; STEAM LBS/HR 1380

#MTB-14190


WEIL-MCLAIN, Cast Iron Sectional, 1994, Model #588 

Class S, 1357,000 IN – 1,084,000 OUT: Power burner M/N WCR1-C-12, S/N 089676513; Controller #3: Honeywell Type RM 7985 A 1014 ST 7800 A-106209630

MUSEUM - Water Softever WS-1

Park International Corp.

Part RT-844

213 x 1107

S/N 265777

Volume 7.35 Gals

Controller S/N B37000991

Domestic Hot Water Heater - Lockinwar, Model C10R 080, Natural Gas, 75 gallon, 80,000 BTU/HR

Sump Pump - "Yeoamans" Drain-Dri, Model #SD-6-45-60-2-M, 

Motor - "Master", Style 163948, Serial #XJ179, 1/2 HP,

                 115V; Frame 7418

Combustion Air Fan
Motor - Frame 56, 1/3 HP, 115V;

Belt - 2360 (Gates)

BUILDING # 11 - 225 NORTH ROBERTS STREET - CONTINUED

LIBRARY STACKS
Air Handling Units - "American Blower"  Model 2A18, Serial #C

                          Order #14122-K

Fan Motor - "General Electric" 5 HP, Model #5K254EG, Frame 254

                      3PH, 208V

Belt - (2) B93

Filter - (12) 20x20x2 (Media)

SHOP AREA
Air Handling Unit - "American Blower", Size 2A9, Serial #c

Fan Motor - "General Electric", 208V, 3PH; Frame 203, 1 HP,

                    Model 5K203EG

Filter - (4) 16x20x2 (Media)

MUSEUM
Air Handling Units - "American Blower" Size 2A18, Serial #C

                          Order #14122A

Fan Motor - "General Electric" 208V, 3 PH, 3 HP, Frame 225

                      Model 5K225E9

Belt - (2) B97

Filter - (12) 20x20x2

Exhaust Fans
1. "Carnes" - Serial #37593/M=38102-1, Model #VBAA1057111D12G1

Motor - "Reliance", 1HP, 3450 RPM, 115/230V, 1PH

Belt - 4L330 Browning

2. "Carnes" - Serial #16725-03-70-1, Model #VEBCK2-12

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED
Motor - "Reliance", Model #PQN48517D2053EP, 1725 RPM, 1PH,

        115V, Motor #030/0227

Belt - 6820 Gates

3.  "Carnes", Serial #16725-03-50-1, Model #VEBCK2-15,

    Motor - Model #PQN4851702053EP, Motor #030/0227, 1725 RPM,

    1PH, 115V

    Belt - 6820 Gates

4.  "Carnes", Serial #38102-3-10-1, Model #VEBC15M4116N95,

    Motor - "Marathon", Model #TQE56117G15M-W, Motor #438/1725,

            1/3HP, 1725RPM, 115/230V, 1PH

    Belt - 6820 Gates

5.  "Carnes", Serial #16725-03-170-1, Model #VEDCL3-15,

    Motor - "Century", Model #7-168213-01, 1/4HP, 1PH, 115V,

            1100 RPM, Motor #594/0355

6.  "Carnes", Serial #16725-03-10-1, Model #VEDR-H2-10

             Motor - "Universal Electric", Model #DA2G085N, 

Motor #822/0133, Serial #3WA35681P, 1/2HP,

             1680 RPM, 115V

7.  "Carnes", Serial #16725-03-30-1, Model #VFDRD3-08, 

      Motor - "G.E.", Serial #5KH35NN111X, 1/2HP, 115V, 1140 RPM,

               Motor #401/1531

8.  "Carnes", Serial #16725-03-150-1, Model #VEDBB2-06,

             Motor - "Reliance", Serial #8354110250, 1/40HP, 1570 RPM, 

            

             115V, Motor #818/0030

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED

LIBRARY
Air Handling Units - "American Blower: Size 2A15, Serial #C

                           Order #14122-G

Fan Motor - "General Electric", Model #5K225E9, 3 HP, 3PH, 208V

                     Frame 225

   Belt - (2) B81

Filter - (3) 20x25x2 (Media)  (8) 8x20x2 (Media)

LIBRARY & MUSEUM
Compressor/Motor Unit - "Carrier", Mod. #5H40-548, Serial #B565785

Compressor - Meld #5H40-149, SErial #A504084

Motor - "Century" #6320837-02, 30 HP, 208V, 3PH, Frame 286T

LIBRARY STACK & SHOP
Compressor/ Motor Unit- "Carrier" Open Drive, Model #5F60-138

                              Serial #L481360

Compressor - Model #5F60-149, SErial #M400-647

Motor - "Century" #6-323818-02, 20HP, 208V, 3PH, Frame 256T

MECHANICAL ROOM - BASEMENT
Air Handling Unit- MZU 9 ZONE - AAF Unit #H52-ACMZ, 

                                      Serial #216096-01

Fan Motor - "Century" #9-323404-01, 208V, 3PH, 20 HP, 

                     Frame 256T

Belt - (2) C144

Filters - Roll for "AAF" rollamatic 69" wide roll

Controls - Pneumatic "Johnson" 980-1

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED

Sump Pump - "Federal" Record #B-21780-1, Unit #VF-2

Motor - "Westinghouse", Serial #312P077, 1/2 HP, 115/230V;

                 single phase, Frame D56C

Condensate Return System 

Pump - 2 each - "Federal" Unit #VCL-120, Record #B-54448

Motor - 2 each - "Westinghouse", Serial #317P818, 3450 RPM,

                          1/3 HP, Frame 56C

LOADING DOOR AREA

Compressor/Motor Unit - "Trane" Open Drive

Compressor - Model #3E5F40W, Serial #R69K04E3446

Motor - "Centur", #9 322362-04, 60 HP, 3PH, 208V, Frame 364TS

Ventilating Fan, Fractional HP

ENTRY - WEST
Convector

1ST, 2ND, 3RD, FLOOR - PERIMETER
TROPHY ROOM
Unit Ventilators - 2 each - "Nesbitt" 

Filters - 1x33-1/2x13-1/2

ELEVATOR - MACHINE ROOM
Fresh Air Fan - "Utility Set", Model #H-245, Serial #41M060

Motor - "General Electric", Model #5K43AB837D, 1/6 HP, 115V;

         single phase, Frame 56Z

Unit Heater - "Modine", Model #H-245, Serial #41M060

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED
Motor - "Westinghouse", Serial #1178725-B, 1/20 HP, 115V

                  Single phase, 1140 RPM, Frame 56

ROOF
Condenser - 2 each "Carrier", Model #09DD034500, Serial #L496460

                         and L496463

Fan Motors
2 each -3PH, 1-3/4 HP, 208V, 1140 RPM

1 each - 1PH "General Electric" Model 5KCP49ZG2-AS 1075 RPM

Condenser - "Trane" - Model CA-750B, Serial #861-67A9E-64906

Motor - 7.5 HP, 3PH, 208V

Belts - (2)

Exhaust Fan, Toilet 

Motor - Fractional HP

Belt - 2370

Exhaust Fan – South Roof

Fire Alarm- "Simplex"

Small Panel - Type PCRS - SErial #D50026, Installed 1970

Main Panel - Type 4246-2, Serial #36531, Installed 1968

Alarms/Bells
Sub-Basement - 1 Horn, 1 Break Glass

Basement - 3 Horns, 1 Bell, 4 Break Glass, 1 Flow switch in  Mechanical room

1st Floor - 1 Horn, 2 Break Glass 1-12 Zone Annuciator

2nd Floor - 1 Horn, 1 Break Glass

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED
3rd Floor - 1 Horn, 1 Break Glass

Miscellaneous Locations - 252 Smoke Detectors

NEW SECTION  - MUSEUM
Air Handler – Supply Air Fan - "Bohn"

Motor - "Marathon" Model #HCS26AMF; 15 HP, 3PH; 460V; 19.5 amps

Belt - (2) BX90

Filters - (16) 20x25x2

Air Handling Unit #1

Humidifier- Johnson  - Dri-Steem Model 5-60 S/N D129650

                            31.6# Steam/Hr

2ND FLOOR - GALLERY
Humidifier- ROOM 253 - Johnson - Dri-Stem Model 5-60; S/N D129650

                                      31.6# Steam/Hr

Return Air Fan - "Bohn"

Motor - "Marathon" Model HD26ALF; 7.5 HP; 3PH; 450V; 10.8 amps

Belt - BX81

Filter - (4) 20x16x2

LOADING DOCK
Compressor - 2 each -"Copelmatic", Model RCB42D4RK2-2500-TSK; 

                  Serial #BLI 8012 CR85H01293 & 

                  Serial #BLI 8012 CR85H01290; 25 HP, 208V

Fan - 2 each - "Marathon", Model #PQH145TTDR73711BE; 2 HP; 208V

             3PH' 1740 RPM

  Belt - (2) AP90

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED
BOILER ROOM - BASEMENT

Heat Exchange - "Taco" Model 375PSI, Cat. #G08208; 

                     Serial #E0188-S4A1AT00

Pump & Motor- "Baldor" & "Taco"; Model #35b01-754; 2 HP;

                      208/230V; 3PH; 6.8 amps; RPM 1725; Serial #F385

Pump Assembly - 2 each - Model #BB2008 7.3 B4B2CLO; 1750 RPM

   Capacity  - 70 gallons/minute

Speed Control - 2 each - "Parametrics; Model #Y10; Parts #Y10006;

                              Serial #8533; 460V; 12-15 amps

Belt – Continuous

GROUND FLOOR
EQUIPMENT
ROOM
MANUFACTURER
REMARKS

______________________________________________________________________

VAV-3
063
TRANE

800 CFM

VAV-3
060
TRANE

800 CFM

VAV-3
060
TRANE

800 CFM

VAV-4
060
TRANE

1200 CFM

VAV-4
052
TRANE

1200 CFM

SECOND FLOOR
VAV-3
62
TRANE

800 CFM

VAV-3
62
TRANE

800 CFM

VAV-1
62
TRANE

200 CFM

VAV-1
62
TRANE

200 CFM

VAV-2
158
TRANE

400 CFM

BUILDING #11 - 225 NORTH ROBERTS STREET - CONTINUED
VAV-2
157
TRANE

400 CFM

VAV-3
254
TRANE

800 CFM

VAV-3
254
TRANE

800 CFM

VAV-4
252
TRANE

1200 CFM

VAV-5
253
TRANE

4000 CFM

THIRD FLOOR
VAV-2
357
TRANE

400 CFM

VAV-4
357
TRANE

1200 CFM

VAV-3
357
TRANE

800 CFM

VAV-3
355
TRANE

800 CFM

VAV-2
355
TRANE

400 CFM

FINTUBE RADIATION
359
STERLING

1200 BTU/FT

FINTUBE RADIATION
360
STERLING

1200 BTU/FT

BUILDING #12 – 215 NORTH SANDERS STREET
JUSTICE/STATE LIBRARY
         Niagara AX
JUSTICE BUILDING - BASEMENT

Chilled Water Pumps - "Leeson", Cat. #130000-01, 480V, 3HP, 




    3PH, Frame D182T,Taco Pump; Model #C182T172B1A, B202TL0

Chilled Water Pump- Room 109  Dayton M/N 3N658A, 3hp, 1755,Frame 182T

M/R GO33a-B94X011R006M
Condensate Water Pump 2 Each -  "Leeson", Cat. #130004-01, 480V, 

      5HP, Frame F184T, Model #BB4010-




      7.4-C5B2#2TLO, Taco Pump Model

      #N184T17DB1A

Cooling Tower Pump - "Precision Control", Model #10681-361,

               Serial #77020780, 115V, 1PH

Water Cooler - Model #RP-19A3, Serial #015457197DO, 1/2HP,

115V, 1PH

Boiler #1 - Low Pressure, Hot Water, power burner, natural gas

      1,600,000 BTU/HR

Model - 4 - Cleaver Brooks, M4W-2000

Type - Water Tube

Control - Honeywell

Motor - #34-3414-282, 1HP, 208/230/480V, 3PH, Frame 56CZ

Filters - 6 each 16x16x2

Boiler #2 - Low Pressure, Hot water, power burner, natural gas,

         1,600,000 BTU/HR, Same as Boiler #1

Hot Water Circulating Pump - "Leeson", Model #C182T17DB1A, 

    Part #130000-01

Taco Pump - 3HP, 208/230/480V, 3PH, Frame B-5, Part #BB3008-

        7.3-B5B2D2TLO

BUILDING #12 – 215 NORTH SANDERS STREET - CONTINUED
Electric Domestic Hot Water - Model #EGL-12018F, 

               Serial #RU0381500020, 480V, 3PH

Domestic Circulating Pump - "G.E.", Model #5XDJ019E, 1/8HP, 115V, 1PH, 

Taco Pump - Model #113-B1-581

Air Conditioning Unit #1 - "Lincoln", Serial #239172\34, 

  Code TV-3926, 30HP, 480V, 3PH 

Frame 286T



Belts - 3 V-Belt - B97

Air Conditioning Unit #2 - "Lincoln", Serial #2404502, 

            Code TV-3913, 20HP, 480V, 3PH, 

  Frame 256T

Belts - 3 V-Belt - 5V1120

Fire Alarm - "Edwards", Custom 6500, 110V, 1PH

Temperature Control Compressor 2 Each - "Baldor Motor",   Cat. #M3311T,

     Spec. #37B01X54, 7.5HP,  480V, 3PH

Compressor - "Quincy", Model #350-19, Serial #198019-L and   #198020-L

Sump Pump 2 Each - "Baldor", Ser. #F-880, Cat. #VM-3558T, 2HP, 



     480V, 3Ph, Frame F-145TC

    "Federal Pump Unit", #VSP-3F, REORD #B-62756

Air Conditioning Unit - "Dunham-Bush", 150 Ton,

 




Ser. #HPW161M80X3758, 480V, 3PH



Motor - #1613HHF2L5DSTKCC40



Compressor - #PCX150H

Cooling Tower Control HydacTower-Matic 125-1 - Model #TM125-1, 





            S/NL1482887

Pump - "Cambridge Scientific INdustries", Precision Control

                Products, Model #10681-361, S/N83100592, 115V, 

Circulating Motor - "Dayton", 5K001, 115V, 1550 RPM

BUILDING #12 - 215 NORTH SANDERS STREET - CONTINUED
1ST FLOOR FAN COILS

STAIRWELL BY 231 - "Trane", Type #1449A003, S/N S81D-06663

Motor - "G.E.", #5KCP29BK164AS, 115V, 1/30HP

STAIRWELL BY 223 - "Trane", Type #M46A006, S/N S81D-06665

Motor - "Trane", DE3E066N, 1/20HP, 115V

STAIRWELL EAST - "Same as above"

STAIRWELL NORTH - "Trane", #B12A006, S/N S81D-0666

Motor - "Trane", DE3E066N, 1/20HP

STAIRWELL NORTHEAST - "Same as above"

EAST ENTRY 1ST FLOOR - "Trane", B12006, S/NS81D-06770

Motor - "G.E.", #5KCP29DK260S, 1/15HP

EAST HALL ACROSS FROM ROOM 247 - "Trane", HSP6A006, S/NS81D-06772

Motor - "G.E.", #5KCP29DK260S, 1/15HP

EAST HALL ACROSS FROM ELEVATOR - Same as above

WEST ACROSS FROM STATE LAW LIBRARY - Same as above

WEST ACROSS FROM ATTORNEY GENERAL’S OFFICE - "Trane", B12A006, 





           S/NS81D-06771

Motor - "G.E.", #5KCP29DK260S, 1/15HP

WEST ENTRY - "Trane", B12A006, S/NS81D-06771

Motor - "G.E.", #5KCP20DK260S, 1/15HP

FAN COILS 2ND FLOOR

WEST ENTRY - "Trane", B12A006, S/NS81D,06771

Motor - "G.E.", #5KCP29DK260S, 1/15HP

BUILDING #12 - 215 NORTH SANDERS STREET – CONTINUED

WEST HALL OUTSIDE ATTORNEY GENERAL"S OFFICE - "Trane", HSP6A066, 






 S/NS81D-06772

Motor - "G.E.", 5KCPS9DK260S, 1/15HP

EAST HALL ACROSS FROM ELEVATOR - Same as above

Exhaust Fans 2ND FLOOR ATTORNEY GENERAL"S OFFICE

(2) "Tulle and Bailey" Fractional HP Fans each Mens and Womens Rooms

(1) "Broan" Fractional HP Fan - Attorney General"s Office

3RD FLOOR EQUIPMENT ROOM
Air Conditioning Unit #3 - "Lincoln" Sert. #2398617, 15HP,

  480V, 3PH, Frame 254T, TV3925

Belts - 2 - 5V850

Wall Mounted Exhaust Fan 2 Each - "Baldor", Cat. #M3554T,

Ser. #F780, 1.5HP, 480V, 3PH

Belts - 1 ea. - 6842, 6842

Floor Mounted Exhaust Fan - "Baldor", Cat. #M3112, 3/4HP, 480V, 3PH, 


Belt - A33

PENTHOUSE EQUIPMENT

Exhaust Fan - "Baldor", Ser. #F980, Cat. #L1304, 1/2HP, 115V, 1PH,

        Frame 56

Belt - Truflex 2250

Cooling Tower - "Baltimore Air Coil", Model VXT-105C S/N 80-2005M 

Motor - "Baldor" Cat. #FM3313T, 10HP, 480V,

     3PH, Frame 215T

Belt - 2 ea B68
BUILDING #12 - 215 NORTH SANDERS STREET- CONTINUED 

STATE LIBRARY

Air Conditioning - "Air Flow Sky Hook", Model #5H2A2, 1.5 Ton
4TH FLOOR
ABOVE ROOM 442 - Relief Fan - Propellair Model CBR36-6E2-G; Serial

                 Number 530057-10, 

     Motor -  Baldor, C3504; Serial Number 1079; Frame 56

                         1/2 HP, 115/208/230v\V, 1725 RPM.

                Belt - 249 Truflex

ABOVE ROOM 443 - Relief Fan - Propellair Model CBR36-6E2-G; Serial

                 Number 530057-10, 

     Motor -  Baldor, C3504; Serial Number 1079; Frame 56

                         1/2 HP, 115/208/230v\V, 1725 RPM.

                Belt - A48

Control Panels - Johnson - 2 in boiler room; 1 in 4th floor mechanical room

ROOF

A/C Unit – access through 3rd level roof access


Carrier, M/N 48TMF004-A-56058; S/N 1805G20552


Filters – 2 each – 16x25x2


R22/4.3 lbs.3 ph; 208/230

VAV and CAV throughout building

BUILDING #13 – 1520 EAST SIXTH AVENUE
LEE METCALF BUILDING
ROOM 8
Heating and Ventilating #1 - "Temtrol" - Model DV-1V-12S, 

    Serial #23013

Motor - "Gould", Part #6-338275-01, Sight Frame, 5HP, 3PH,

     1740 RPM, 230/460V, 12.3/6.15 AMP, 1.15 Service Factor,

Smoke Detector - Simplex Air Duct

Heating and Ventilating #2 - "Temtrol" - Model #DV1HS, 

    Serial #23014

Motor - "Century", Part #6-338275-10, Sight Frame, 5HP, 3PH, 


     1740 RPM, 230/460V, 12-3/6-15 AMPS, 1.15 Service Factor

Smoke Detector - Simplex Fire Alarm Panel

Irrigation Control Panels - "Telsco Industries", Model #RM22,

   Serial #8402340, 115V Input, .60 AMPS,

   24V Output, 40 V.A.

   Model #RM18, Serial #8509068, 

   115V Input, .60 AMPS, 24V Output

   40 V.A.

Control System -  "Johnson Control", DSC-8500, Digital System   



  Controller #2

ROOM 105
Control System - "Johnson Control", DSC-8500, Digital System

  Controller #4

ROOM 205
Control System - "Johnson Control", DSC-8500, Digital System

  Controller #1

ROOM 048

Cooling Tower - "EVAPCO", Model LSW116AW, Serial #841271

BUILDING #13 – 1520 EAST SIXTH AVENUE - CONTINUED
Motor - "Baldor", 286T Frame, 30HP, 460V, 2 Speed, 39 AMPS,

        1760 RPM

Belt - 5 - BX144

Pump - "Scott", Model #KRE2561, Serial #3091-K68, 5.87 D/A

Motor - "Century", Part #6-350324-10, 1730 RPM, 200-230/440V,

       5182 JM Frame, 10.9/5.4 AMPS, 15AMPS, 870 RPM

A/C #3 - "Temtrol", Model #DH22S, Serial #23012, 

Motor - "Century", Part #6-349106-01, Frame C254T, 15HP, 

     1725 RPM, 230/460V, 36/18 AMP

Belts - B57

Smoke Detector - Simplex Air Duct, #2098-9506

Heat Pump Loop Pumps - (2) "Taco", Model #BB4008 7-6 C5B2EL0, 

        GPM 285

Motor - (2) "Marathon", Model #NVN184TTDR7026DFL, 184T Frame,

     3PH, 208-230/460V, 13.2/6.6 AMPS, 1740 RPM, 5HP

Control air Compressor - "Ingersoll-Rand", Model #253E5, 

Serial #30T557344, 

Motor - "Baldor", Cat #M3218T, 184T Frame, 5HP, 208/230/460V, 

        14.8-14/7AMPS, 1725 RPM, 3PH

Vent Fan #1 - "Porter", Model #PVA18, S. P. 1.1/2, 2344 RPM, 

Part #100-18-5066, CFM 4000,

Motor - "General Electric", Model #5K49UG8001, 2HP, 3PH, 

     1725 RPM, 208-230/460V, 6.5-6.6/3.3

Belt - A43

Vent Fan #2 - "Porter", Model #PAV33, S.P. 2, CFM 15000,

Part #100-33-5015-5, 1411 RPM

BUILDING #13 – 1520 EAST SIXTH AVENUE - CONTINUED
Motor - "Marathon", Model #NVN215TTRR7026HTL, 3PH, 215T Frame,

     208-230/460V, 1745 RPM, 10HP, 21l81/10.9 AMP

Belts - 2 - B72

Pneumatic Control Air Dryer - Johnson Control, Model A-4210

Hot Water Heater - "A.O. Smith", Model DEN 40 911, CAP 40 Gal.

    Serial #AD84-08324-1132, 480 AC Volts, 1PH,

    18.8 AMPS, TOTAL KW 9.0, 3PH, 10.8 AMPS,

    2 Elements, KW each 4.5, Part #DEN 40-A20G025MCA

Exhaust Fan 

Motor - "G.E.", 1/6 HP, 115V, 1PH, 1725 RPM, 3.6 AMP, 48 Frame,

Belt - 3L380

Unit Heater - Model #UHH-056B-J-M, Serial #4PF42768, 

Motor - "Fasco", 115V, 1PH, 1/5HP, 3 AMPS

Chemical Pumps - "Liquid Metronics Inc.", 2 - Model #A141-152,

  Serial #87052276, Max Output GPM 14, 115V,

  1 AMP, Max PSI 250

Motor Control Center - "Siemens-Allis", 

Control System - "Johnson Control", DSC-8500, Digital System 

  Controller #3

Amercian Air Filter - "Roll-A-Matic" Air Filter, Model J Type V

       Serial #RM840475, Size 5-80, Cap. 16500 CFM

Motor - 115V, 3.6 AMP, 60HZ, 1PH

BUILDING 13 - 1520 EAST SIXTH AVENUE  - CONTINUED

ROOM 247 BOILER ROOM – 

#MTB-23513
CLEAVER-BROOKS SERIAL 7600499300032


MAWP:  60 PSI; HEATING SURFACE – 11.7 SQ. FT. BOILER


HEATING SURFACE – 343.8 SQ. FT. EXTENDED, 960,000 out
#MTB-23514
LOCHNVAR – MODEL PBN 1300-M9 – SERIAL #F06H00187982


CONTROL M-9; MAX WP 160 PSI; MAX IMPUT BTU 1,300,000


OUTPUT – 1,105,000

#MTB-23515
LOCHNVAR – MODEL PBM 1300-MP; SERIAL #F06H00187983


CONTROL M-9; MAX WP 160 PSI; MAX IMPUT BTU 1,300,000


OUTPUT – 1, 105,000

Boiler Circulating Pump - "B&G", #P00381

Bearing Assembly - #102210, Series HV, 

Motor - FR 48-2

H.W. Circulating Pump 

(2) Pump - "Taco"

(2) Bearing Assembly - #1084-025

(2) G.E. Motor - Model #5K45PGI13H

     1.5HP, 230/460V, 1725 RPM

Expansion Tank - "TAco", Model #CAX84-2

Chiller - "Dunham-Bush Package", Unit #PCW-030T, Serial         


  `            #70809101AB4K, 460V, 3PH, 60HZ

Compressor #1 - "Stock #81132056, Serial #841B300617G

Compressor #2 - "Stock #81132056

Expansion Tank - "Taco", Model #445

BUILDING 13 - 1520 EAST SIXTH AVENUE - CONTINUED
Chilled Water Pump - Circulating Pump - "Taco"

Bearing Assembly - "BB2508 7.2 B5B2DLO

Motor - "Marathon", Model #NVL182TTDR7026DFL, 208/230/460V,

     1730 RPM, 3HP

Airt Handler "Temptrol", Model #DH31P, Serial #23011

Motor - Century, Part #6-349106-01, Serial #65159,

     230/460V, 36-18 AMP, 15HP, 1755 RPM, Frame G254T

Belts - 3 - B-95

Domestic Hot Water Heater - "A.O.Smith", Model #BC225832, 19 Gal,

   Natural Gas, Serial #R11 C84 42211,

   BTU 225,000

Relief Valve - Watts 174A 3/4"

Holding Tank - "A.O. Smith", Model #T200A, Serial #710-A84 40755,

Cap 200 Gal

Relief Valve - Watts 40XL 1"

Circulating Pump - "B&G", #PO6441AB

Bearing Assembly - "B&G", Series 100 AB, Model #106800

Motor - "B&G", 1725 RPM, 1PH, 115V, 1.75 AMP. 1/12HP

Circulating Pump "Taco", #111-004B

Bearing Assembly - #111-B8 6/84

Motor  - G.E., 5KH35DA1198, 1/8 HP, 1PH, 115V, 3.0 AMP, 

      1725 RPM, Frame 48Y

Unit Heater - Model #UHH-044B-J-M, Serial #4 PE42118 00,

Motor - 115V, 1.2 AMPS, 1/20 HP

BUILDING #13 - 1520 EAST SIXTH AVENUE  - CONTINUED
Fresh Air InTake Fan - (Above Air Handler) 

Motor - "Baldor", Model #M1204T, Serial #F1083, 1725/850 RPM

    460V, 1.5/.5 AMP, 1.25HP, Frame 143T

Belt - A54

ROOF TOP
Exhaust Fan - East
Motor - "G.E.", 5KC36LN3X, 1/3HP, 115/230V, 6.6/3.3 AMP, 

     1725 RPM

Belt - 6838

Exhaust Fan - West
Motor - "Westinghouse", Model #S327P243, Serial #AC84, 1HP,

     Frame 56, 208/230/460V, 3.6/1.8 AMP, 1725 RPM

Belt - 4L550

Vent Fans
Motor - (4) G.E., Model #5KH35JN10, 1/3HP, 115V, 6.6 AMP,

     1725 RPM, Frame 48

Belt - (4) - 4L320

Fan Coils
North Entrance and Shipping/Receiving
McQuay Model SCB-081-4, 115V, 1/3 HP Fan Motor

BUILDING #13 - 1520 EAST SIXTH AVENUE - CONTINUED
A/E Vault and Outside Room 48
McQuay, Model CVH-175,

Motor - "Universal Electric", Model DE3D332N, 115V, 

        1055 RPM, .034 HP

Computer Room/C - Liebert, Model CF-69W, Serial #768148

   Fan Motor - 1.5HP, 460V, 3PH, 1725 RPM

  
Compressor - "Tecumseh", Model #AG5561F, 460V, 3PH, RLA 10.0, 



 LRA 62.0

Heat Pumps
1ST FLOOR SE #33 THROUGH #39; 1ST FLOOR WEST END

AAF ENERCON II - Model #SCDHW0233302, Size DHW023

Motor - 1/4HP, FLA 1.7, 460V

2ND FLOOR, #8 THROUGH #14
AAF ENERCON II - Model #SCDHW415302, Size DHW41, 460V,

     3PH, 

Compressor - RLA 4.6, LRA 35.0, 

Fan Motor - 1/3 HP, 460V, FLA 1.5

BUILDING #13  -1520 EAST SIXTH AVENUE - CONTINUED
1ST FLOOR N.E. #27 THORUGH 32, 2ND FLOOR N.E. #15 THROUGH 20

2ND FLOOR WEST SIDE
AAF ENERCON II - Model SCHHW0305302, Size DWH030, 460V,

     3PH

Compressor - 460V, RLA 3.4, LRA 23.0,

Fan Motor - 1/3 HP, 460V, FLA 1.3

1ST FLOOR SMOKING AREA
AAF ENERCON - Mfg. #SRBCW06320000, Serial #84-L-TAK-03665, 

  Model #BCW-06, 277V, 1PH,

Compressor - 460V, 3PH, RLA 2.6, LRA 12.3

Fan Motor - 1/20HP, 460V, FLA .03

2ND FLOOR SMOKING AREA
AAF ENERCON - Model #BCW-198, Serial #84-;-TAB-03666, 277V, 1PH

Compressor - 277V, 3PH, RLA 8.5, LRA 46.0, 

Motor - 1/16HP, 115V, FLA .8

ROOMS 211, 117, 111, DIRECTORS OFFICE
AAF ENERCON - Model #SCDHW0123302, Size DHW012, 265V, 1PH

Compressor - RLA 4.8, LRA 27.0

Fan Motor - 1/8HP, FLA .95
2ND FLOOR SOLAR STREET

Transfer Fan

Motor - "Baldor", Cat #M3542, Frame 56, 3/4 HP, 230/480V,

     3Ph, 1725 RPM, 5.2/1.5 AMPS, 

Belt - B-75
BUILDING #14 – 1539 11TH AVENUE
CORRECTIONS
BOILER ROOM

Boiler - Model #M-49-3500, Series 700, Serial #G-09953-H4, 

              Cleaver Brooks; Model 4 - Water Tube, 2,800,000 BTU/HR

Forced Draft Fan - "Doerr", Model #894-3063, 3HP, 208V, 3PH,

                        Frame J145TCZ

Condensate Return Pump - "Gould", Model #8-151810-20, 1/2HP,

                              115V, 1PH, Frame C56J

Sump Pump - "Dayton", Model 6K2878, 1/3HP, 115V, 1PH, Frame 48

Domestic Hot Water Heater - "A.O. Smith Corp.", 100 Gallons,

   Model #GC227-680, Serial #680693-00132

   Natural Gas, 270,000 BTU/HR

BASEMENT
1ST FLOOR Vent Fan- "Dayton", Model #3M873, 1/4HP, 115V, 1PH, 



      Frame 42YZ

Filters - 1 each - 16x20x1

Hot Water Tank - "Jetglass", Model #56JCS, Serial #0275, 

  500 Watts, 6 Gal., 120V

BUILDING #15 – 1500 EAST SIXTH AVENUE

TEACHER’S RETIREMENT
         Controls Niagara AX

MECHANICAL ROOM – BASEMENT
Domestic Hot Water Heater – Rudd, Model RH40-44x, 

                                 Serial #46913512RUN, 40 Gallon,

                                 520,000 BTU Natural Gas

Air Handling Unit #1 – NORTH – Heating – Tempstar Model NTC515013KEL

Cooling – Tempstar Model CA5560VKD2

Air Handling Unit #2 – SOUTH Heating – Tempstar Model NTC515013KEL

Cooling – Tempstar Model CA5560VKD5

Air Handling Unit – Center – Heating – Rheem Model WGLH ISEAVJV


Cooling – Rheem Model RAKA-060JA2

ROOF
Exhaust Fan – “Cooke”  Model #9C10D, Type #UCD, HP 1/40, 115V

Condenser #1 – North – Lennox, Model #HSG-651V-3AC, Serial #5169K

Compressor – CL 169ET-04, 230 V, 31FLA

Compressor Fan – 1/3 HP, “A.O. Smith”

Condenser #2 Middle – Lennox, Model #HSG-461-FFC, Serial #5169J

Compressor – AG-13ET-001, 230V, 1PH

Compressor Fan – 1/3 HP, 230V, 1PH, “Dayton” 3M224

Condenser #3 – South – Lennox, Model H56-411V-2-FFC, 

                            Serial #5169K

Compressor – AH301FT-077

Compressor Fan – 1/3 HP, 230V, 1 PH, “General Electric” 

                         #5KCP39NG

BUILDING #16 – 1420 EAST SIXTH AVENUE

FISH, WILDLIFE AND PARKS
Controls - Niagara AX

BASEMENT - Boiler/Mechanical Room

Air Handling Unit –  York/JC, M/N Xti-054X075-KALA017A, S/N AKXMXT0146,

 J/ID IE-a600-01-01
SEG/10(FS)(XA7)(HC-CC)A1, 15 Hp, 200v, 40.7FLA

Return Fan – FR-2, Aerovent, M/N BIUBSW10CL1CCWUBD
S/N 11-399816-1-1, Type BIUB-SW, 5 Hp, 200v

Boiler #1 – Weil-McLain, B1,, Ultra 750,  MTB27152, S/N 1, CP6120289, 
750,000 in, 150,000 min out, 
Boiler #2 – Weil-McLain, B2 , Ultra 750,  MTB27153, S/N 1, CP6119965, 

750,000 in, 150,000 min out, 
Boiler #3 – Weil-McLain, B3, Ultra 730,  MTB27154, S/N 3-VE, CP6377537, 

230,000 in, 76,000 min out, 
Boiler pump BP-1
Boiler pump BP-2

Boiler pump BP-3, taco M/n 0014-F1, 1/8 hp, .45, 115v

Hot Water Circulating Pumps - Heating 

P-1, Armstrong, P-2, M/N 4030 BF, Size 3x2x8, S/N 683998, 150 gpm, 
Motor, Baldor, 5hp, cat/n EM3218T, Spec 3666548S27DG1, 208x. 14 a, 1750, 184T

P-2, Armstrong, P-1, M/N 4030 BF, Size 3x2x8, S/N 683997, 150 gpm, 

Motor, Baldor, 5hp, cat/n EM3218T, Spec 3666548S27DG1, 208x. 14 a, 1750, 184T

BUILDING #16 - 1420 EAST SIXTH AVENUE - CONTINUED
Domestic Hot Water Heater –  A O Smith  ProMax, 40 gallon, EWH-1, M/N ECT 40 200, s/n 0948500-1__5, 
Item/ID 9241225004, 240v, 4500 watt up, 3500watt down
Domestic Hot Water Circulating Pump – Taco, M/N 006-B4, 1/40 hp, .52 fla
Variable Frequency Drives -  (4ea)Square–D  E Flex
ENTRY - Northwest Basement

Fan Coil - Ceiling Hung - "Ted Reed Thermal, Inc.", Model #RM 3154

Motor - "Universal Electric" - Model #CA3E062N - .03 hp; 115 volt

ENTRY - Northeast Basement
Fan Coil - Ceiling Hung - "Ted Reed Thermal, Inc.", Model #RM 3154

Motor - "Universal Electric" - Model #CA3E062N - .03 hp; 115 volt

BUILDING #16 - 1420 EAST SIXTH AVENUE - CONTINUED
STAIRS - East
Fan Coil - "Trane" Wall Unit - Type 1146AUU3, Serial #S5E346752

   
 Motor - "Trane" 5KF89852A; .9 amps 115 volt; 1100-900-700 rpm

ENTRY - South, Main
Fan Coil - Ceiling Hung - "Trane"  #45A008

COMPUTER ROOM
Condensing Unit - "Lennox" - Model #S14-4-11U-3P;  Serial #5187D01160

                    1PH  208/230 volt; 

Air Handling Unit - "Lennox" - Model CBS18-41-1P; 

                          Serial #5187E12784

   Motor - 1/3 HP; 1PH;  208/230 volt; 2.9 amps

Humidifier - "Walton" - Model WF-HP-226; 115 volt; 1 PH; .75 amps

Data Aire-Marck AC-1 – Model D-TADD-5 – 5 ton

ROOF
Exhaust Fan #1 - Cook,  LLC, EF-1, J/N 7155887600000007010200, M/N 165C3B, mark EF-1 F-W Custer 106, 0808, ¼ Hp, 1140/0000, 115v

Air Handling Unit - "Racan" - Model A2D-60-70-DO, Serial # 500082-062-E439



1 Return Fan Motor – Balder Super-E, Cat. #EM3311T-8, Frame 213T, 7.5 HP

1 Supply Fan Motor – Balder Super-E, Cat. # EM23151-8, Frame 254T, 15 HP

Penthouse 

  Variable  Frequency Drives, 2 Ea,  Square-D E flex         
BUILDING #16 – 1420 EAST SIXTH AVENUE - CONTINUED
SLAB - West Outside
Condenser – CU-1, York/JC, 2011,  M/n J254CC00A2A1A1A 

Compressor fan motors, 2Ea 208/230, 48.1 RLA, 245 LRA

Condenser Fans - "Century", 4 ea, 
Condensing Unit for Rooftop Air Handler Dunham-Bush Model AUDRB040D; Serial #12963101A99K

BUILDING #17 – 1300 11TH AVENUE

OFFICE OF PUBLIC INSTRUCTION
ROOF TOP EQUIPMENT: TRANE

RTU-1 WEST: MODEL YCH074C3HFBE, S/N L31104657D

DATE OF MFG. 8/1996

RTU-1 EAST: MODEL YCH061C3HFBE, S/N L31104654D

DATE OF MFG. 8/1996

RTU-2 WEST: MODEL YCH103B3HFDD, S/N L31104900D

DATE OF MFG. 8/1996

RTU-2 INTERIOR: MODEL YCH074C3HFBE, S/N L31104656D

DATE OF MFG. 8/1996

RTU-3 EAST: MODEL YCH091D3HFBE, S/N L31104671D

DATE OF MFG. 8/1996

RTU-1 INTERIOR: MODEL YCH091D3HFBE, S/N L31104670D

DATE OF MFG. 8/1996

Copeland Compressors - 3 Each - York Roof Top, Model #PRAI-

       0750-THC-221, 7.5HP, 208V, 3PH

Multi-Zone HVAC - York Roof Top, Model #MZ270G400-28B, 208V,

   Serial #195527, 3PH

Condenser fans – 2 Each - "A.O. Smith", Model #F48K612, 3/4HP, 




 208V, 1PH, Frame F48K

Supply Fan - "U.S. Electric", Model #F8496-00172, 7.5HP, 208V,

       3PH, Frame 213T

Filters - 8 Each - 20x24x2

Belts - #BP60

BUILDING #17 - 1300 11TH AVENUE - CONTINUED

BASEMENT UNIT
Supply Fan - "U.S. Electric", York Roof Top, Model F-8496-00172, 

       7.5HP, 208V, 3PH, Frame 213T

Filters - 8 Each - 20x24x2

Belts - #BP60

Combustion Draft Fan - "Universal Electrical", York Roof Top, Model #JB1P015NV,

 Serial #20A84058,115V, 1PH

Exhaust Fan - "Dayton", York Roof Top, Model #5K694J, 3/4HP,

        115V, 1PH, Frame G56

Multi-Zone Unit - York Roof Top, Model #MZ270G400-28B,    Serial #BO-195228

Compressor - "Copeland", York Roof Top, Model #BRE1-0750-TFC,  208V, 3PH

Compressor - "Copeland", 2 Each, York Roof Top, 208V, 3PH, 
Model #PRA1-0750-THC-221

Condenser Unit - "A.O. Smith", York Roof Top, Model #F48K612, Serial #D72, 3/4HP,  208V, Frame F48K

1ST FLOOR UNIT
Combustion Draft Fan - "Universal Electric", York Roof Top,

        Model #JB1P015NV, Serial #20A84058,  15V, 1PH

Exhaust Fan - "Century", York Roof Top, Model #8-130308-03,

        3/4 HP, 115V, 1PH, Frame 56

Exhaust Fan - "G.E.", Roof Top, Model #5KH33GG317EX, 1/12HP,

        115V, 1PH, Frame 48Z

Exhaust Fan - "Westinghouse", Roof Top, MOdel #309P333-A,

        1/3HP, 115V, 1PH, Frame DK48Y

Hot Water Heater - "Bradford White Corp.", Roof Top, 115V,

    Model #M17U, Serial #TG971007, 1PH, 

    17 Gallon

Exhaust Fan - "Westinghouse", Roof Top, Model #312P073,

        1/2 HP, 115V

BUILDING #18 – 1424 9TH AVENUE
DNRC WATER RESOURCES
Boiler Room – 

MTB-26260, CP5658852, s/n 2, Weil McLain Ultra 310, 310,000 in, 62,000 min in, 
MTB-26261, CP5658864, s/n 2,  Weil McLain Ultra 310, 310,000 in, 62,000 min in, 
MTB-26262, CP571611, s/n 2, Weil McLain Ultra 310, 310,000 in, 62,000 min in, 
MTB-26263, CP571656, s/n 2, Weil McLain Ultra 310, 310,000 in, 62,000 min in, 
  Boiler pumps, 4ea
Hot water circulation pumps, 4ea

Domestic  Hot water storage, Weil McLain, Ultra Plus 40, 36 gallon

ROOF

Air Handler, HVAC-1 McQuay, s/n FBOU08081212, p/n E836112020 OWT, m/n 

m/n OAHO31GDDM, 4 sections
Air Handler, HVAC-2 McQuay, s/n FBOU08081211, p/n E836112020 OWT, m/n 

m/n OAHO31GDDM, 4 sections

VFD, supply, Danfoss,  hvac-2, m/n174Z3125, s/n293902Y408

VFD, return, Danfoss,   hvac-2, m/n174Z3124, s/n293702Y408

VFD, supply, Danfoss,   hvac-1, m/n174Z3126, s/n293802Y408

VFD, return  , Danfoss,   hvac-1, m/n174Z3125, s/n294002Y408

Air Cooled Water chiller, McQuay, m/nAGZ070CHSNN-ERID, s/n STNU080900014
4ea compressors, 4 fans, 208v, 313a/350a

Chilled water circulation pump
BUILDING #18 - 1424 9TH AVENUE - CONTINUED

BATHROOM 

Rooftop Exhaust Fans (TYPE OF 3) - "Jenn-Air", Model #100CRA

Motor - G.E. AC Motor - 5KH37NG771, 1/3HP, Fame 56C, 1725 RPM, 


     Insl. A, Amb 40 C, 115V, 1PH, AMP 5.4, 60CY, Code M,

     Ser. DHD, SFA 6-4, SF 1.35

Rooftop Exhaust Fan (TYPE OF 1) - "Jenn-Air", Model #101CRA,

Motor - "Century", Part #8-113158-02-PH-1, Type SP, 115V, 1PH,

     60CY, 3.8 AMP, Serial #M3, Insl. A, 40 C, Connection

     Diagram 132951

NORTHEAST LOWER LEVEL MENS RESTROOM ABOVE CEILING 

Domestic Hot Water Heater - "Rheem", Model 63-105, 120V, 

   Serial #R1-272-30472, 2000 Watt,

   10 Gallon

LOWER LEVEL UNDER STAIRS, SOUTH ENTRY 

Domestic Hot Water Heater - "Day Night Jet Glass, Jupiter, Model #30JRD-2,

Electric, 3375 Watt,8V, 1PH, Capacity 30 Gallon

COMPUTER ROOM AIR CONDITIONING UNIT – 3 TON

Fan coil:  

Carrier M/N 40QKB


Condensing Unit:  
Carrier M/N 38HD036C300; S/N 4397X32365

BUILDING #19 - 425 NORTH ROBERTS STREET

GROUNDS MAINTENANCE SHOP
Reznor Unit Heater Model FE

York Forced Air Furnace Model #N6080007N-18

Serial #GM 460822

Lochinvar Gas Hot Water Heater Model ETN040

Serial #TH6428059

BUILDING #20 - 302 NORTH ROBERTS STREET

SCOTT HART BUILDING
Old Wing - South

1ST FLOOR - ROOM 103
Domestic Hot Water Heater – RHEEM Marathon, MSR5024UTB, s/n 0111W279881, 240v, 4500 up, 4500 down
Pump, Circ. Domestic Hot Water – Grundfos, type UP26-99BF,115v,  2.15a
MECH. ROOM - 1ST FLOOR, ROOM 129
Unit Heater - "Trane", Model #76H, Serial #220636

Exhaust Fan - For Duplicating Machine "Trane", Unit #13G2,

        Serial #U64055

Motor - "G.E.", Model #5KH35KG430, 1/2HP, 115V, 1PH,

     Frame 48

Belt - 2370 Gates

Fan Coil - "Trane" Type 42DD

Motor - "G.E.", Model #96E077

Filter - (1) 28x81/2x1 Slip On

1st, 2nd, 3rd
Fan Coils - "Trane"

Motor - 

Filter – 

BUILDING #20 – 302 NORTH ROBERTS STREET - CONTINUED
SCOTT HART – NEW WING
MECH. ROOM BASEMENT - ROOM 52
Chiller - "Trane", Model #CG75B, Serial #218868

Compressor - Model #2E5B68, Serial #7128EAK, 208V, 3PH

Chiller - "Trane", Model #CB75B, Serial #214947

Compressor - Model #2E5E68, Serial #601871

Air Compressor – 

Quincy, m/n 4000 3008 DA, s/n 5095 488, 2 compressor heads, 2 motors, Weg, 182T, 3hp, 1760, m/n 003180T3E182T; Baldor, 5hp, 182T, C/n M3211T-8, spec 35L101T729; Hankison dryer
Circulating Pump
Motors - (2) "Marble", Serial #37-90971CONT, 3HP, 208V, 3PH, 


                    Frame J56

      (1) "Dayton", Model A3N221, 5HP, 230V, 184T Frame

AUDITORIUM

Air Handling Unit- "Trane"

Motor - "Century", Model #5C-66-FKG-5, 3/4HP

Belt - 4L540

Filter - 5-8x20x2

OUTSIDE AUDITORIUM

Condenser, Trane, M/N CAUCC80E2603, s/n J90C80420, 8 fans, serves one chiller in room 52
Condenser,  Carrier , m/n 09DK090974---500--, s/n 2698F53094
BUILDING #20 – 302 NORTH ROBERTS STREET - CONTINUED

Air Cooled Condenser – “Trane”

Fan Coil - Ceiling Mount, (2) "Trane"

BOILER ROOM - BASEMENT ACROSS FROM ROOM 66

Aixiliary Generator Station - "Kohler", Model #30R889129A,

     Serial #2A2786, 208V

Boilers- 

#MTB-22630
PATTERSON-KELLEY CO. THERMIFIC HOT WATER BOILER; Controller:  Honeywell RM7895C-1020 0234Q12641 ST 7800 A 1039-0252, 30 second timer, Honeywell Ultra Violet Flame Amplifier, 1,500,000 IN – 1,275,000 OUT

#MTB-22631
PATTERSON-KELLEY CO. THERMIFIC HOT WATER BOILER; Controller:  Honeywell RM7895C-1020 0234Q12641 ST 7800 A 1039-0252, 30 second timer, Honeywell Ultraviolet Flame Amplifier, 1,500,000 IN – 1,275,000 OUT

#MTB-22632
PATTERSON-KELLEY CO. THERMIFIC HOT WATER BOILER; Controller:  Honeywell RM7895C-1020 0234Q12641 ST 7800 A 1039-0252, 30 second timer, Honeywell Ultraviolet Flame Amplifier, 1,500,000 IN – 1,275,000 OUT

Air Handling Unit - "Trane", Type 145-A, Serial #CC14559

Motor - "Trane", #70390700, 2 3/4HP, 220V,       Frame

Belt - B68

Filter - (4) 20x20x2 - Cardboard

Domestic Hot Water Heater - "RUUD", Model #GL85-1503,

   Capacity 85 Gallons

Pump, Circulating Domestic Hot Water  - "B&G", 189100 BP

Motor - "B&G", Model #MOT115-6-10H, 1/6HP

BUILDING #20 – 302 NORTH ROBERTS STREET - CONTINUED
BASEMENT - COMPUTER AREA
Air Conditioning Units - Third Floor Computer Room – Packaged Carrier – 3 ton unit

MECH. ROOM - 1ST FLOOR, ROOM 175
Air Handling Unit - "Trane", (2) type 1-15A, Serial #CC14560

Motor - "Century", Model #SC-B123672-01, 3/4HP, 208V, Frame J56

Belt - B68

Filter - (4) 20x20x2 Media

MECH. ROOM 2ND FLOOR, ROOM 275

Air Handling Unit - "(2) Same as Room 175

MECH. ROOM 3RD FLOOR, ROOM 375

Air Handling Unit - (2) Same as Room 175 except on Motor is

     "Trane" #70390700, 1HP, Frame 1866

MECH. ROOM 4TH FLOOR

Air Handling Unit - (2) Same as 3rd floor, room 175

MECH. ROOM 5TH FLOOR

Air Handling Unit - (2) Same as 1st floor except both motors are

              "Trane" #70390700, 1HP, Frame 1866

Exhaust Fan - Toilet - "Jet Air", Model #161CR

Motor - "G.E.", Model #5K184DGG83, 3/4HP, 208/220V, 3PH,

     Frame 184C

Exhaust Fan - On top of Elevator Shaft "Jen-Air" Model #365BCR

Motor - "Century", Model #SC-213-FC#-3, Serial #AL12, 3HP,

        220/440V, 3PH

Belts - (2) 55IN. belts

Exhaust Fan - Fractional - Quantity of 4 in other locations

1 - Auditorium

3 - Old Wing

BUILDING #21 – 1236 SIXTH AVENUE
Secretary of State Annex
1st Floor
2 Each – Tempstar Furnaces w/ DX, 100,000 BTUH, M/N GDE 100F 14A2,
M/N NDN6 100 GFA2

Furnace Room

Water Heater, Gas, Richmond; S/N RCN 0396127754, M/N 5V30-6, 30 gallon
             32,000 BTUH in
Space Saver Room

Exhaust Fan, Nutone, M/N UG-54, 300 CFM 
Basement

Furnace, Gas fired
W/ DX
Furnace, p/n 58MVC-060-F110114, m/n 58MVC-060-14, s/n 1908A03695

DX, m/n CNPHP2417ACAAABAA, s/n 3408X38893
BUILDING #22 – 1218 EAST SIXTH AVENUE
DIANE BUILDING
Boiler Room


Weil-McLain Ultra – 155, 2005, Series 2


Weil-McLain Ultra – 155, 2005, Series 2

BUILDING #23 – 326 WASHINGTON

BASEMENT


Heating Unit – Tempstar – Model NTC6100KFA1


Cooling Unit – Tempstar – Model CA5536VKD2

Domestic Hot Water Heater - "A.O. Smith", Model PG-45; 50 Gallon - 40,000 BTU



       Natural Gas

BUILDING #24 - 1225 8TH AVENUE

BASEMENT

Heating Unit - "Lennox", Model K5100M; 1PH; 115V; 100,000 BTU

Belt - (1) 4L410 or (1) 84410

Filter - (2) 16x20x1 (Paper)

=====================================================================
BUILDING #25 - 1219 8TH AVENUE

BASEMENT
Heating Unit- Carrier gas furnace w/DX, m/n CNDUP3621ACAACAA, s/n 0511X40105, R-410 A
Condenser on the outside east side.

Domestic Hot Water Heater - "Rheem", Model G29-40, Natural Gas; 

                             36,000 BTU

BUILDING #27  - 1209 8TH AVENUE
BASEMENT

Heating Unit - "Sunbeam", Model #SL-12S, 1PH, 115V; 125,000 BTU

Belt - 84439

Filter - (2) 20x20x1 (Paper)

Domestic Hot Water Heater - "A.O. Smith, Model #KEN-30; 1PH; 220V; 

                             2-4500 watt elements

=====================================================================

BUILDING #28 - 1205 8TH AVENUE

BASEMENT

Heating Unit - "Mueller" #105-150; 1PH; 115V; 150,000 BUT

Belt - 84480

Filter - (2) 20x25x1 (Paper)

Domestic Hot Water Heater - "Rheem" - natural gas, Model 35-40;  48,000 BTU

=====================================================================
BUILDING #29 – 1400 8TH AVENUE
A/C Unit - "Lennox", Model #HS6-411-1FW, Serial #64-1, 3.5 Ton

Heating - "Lennox", Model #GH6-140M, Forced Air, 140,000 Input, 112,000 Output

Heating - "Lennox", Model #GHR6-00M, Forced Air, 80,000 Input,

  64,000 Output, Natural Gas

Hot Water Tank - "Ruud", 40 Gallon, Natural Gas


BUILDING #30 - 1404 8TH AVENUE
Boiler (2) 

American Standard, (1), AO Smith, 50 Gal HWH, Natural Gas

Motor - "B&G", 150,000 BTU, Boiler #2-GA-GE, Serial #12B-J17

=====================================================================
BUILDING #31 THRU #34 – 4-PLEX

1410, 1410-1/2, 1412, 1412-1/2 8TH AVENUE
Boilers - (2)  WEIL-McLAIN ULTRA-155, 2005, SERIES 2

Domestic Hot Water Heater

American Water Heater Co, Model G51-40T34-3N, Serial #9810358404

=====================================================================

BUILDING #32 GROUNDS GARAGE

=====================================================================

BUILDING #33 CARPENTER SHOP

Unit heater, 1ea

BUILDING #35 - 920 FRONT STREET
OLD LIQUOR WAREHOUSE
Controls  Niagara AX
BASEMENT

BOILER ROOM - BASEMENT

Boiler –

 #MTB-22651
BURNHAM STEAM BOILER, Model PV912SNP, S/N 64593509; Power flame burner M/N CC2—20B, S/N 090310279, Job #J012726; Controller:  Honeywell RM 7895C 1012 0336Q55500; Honeywell Ultraviolet Flame Amplifier, Honeywell 90 second relay- ST 7899A 1063-#0332

Condensate Pump  - "Hoffman", Type WC-8-20, Serial #WCS13785G, 12GPM, 20 PSI

Motor - "General Electric" , Model TKC36FG198X, 1/3 HP, 



RPM 3450, Frame 56C

Hot Water Tank - Lockinvar, Model CNR200, Natural Gas, 80 gallon, 199,999 BTU/HR

Large Sump Pump - "Federal Pump", Unit #VSA4C

Motor - "Baldor", 230/460V, 3PH, 10/20 A, 1725 RPM, 15HP, 

    Cat. #VWM2513, Spec. #09B05-996, Frame 254TC 932M

Small Sump Pump - "Federal Pump", Unit #USP2R, Record #B-36234-2

Motor - "Westinghouse", 230/460V, 3PH, 2.8/1.4 A, 1725 RPM, 

        1/2 HP, Serial #311P168A, Series FXR, Type FS

BUILDING #35 - 920 FRONT STREET - CONTINUED
FIRST FLOOR
MECHANICAL ROOM - 
Air Handling Unit - "Clarage Fan Company", Size 4-8, Serial #787

Motor - "General Electric", Type E, 2 HP, 220/440V; 3PH , Frame 225

Belt - (2) B105
CONFERENCE ROOM

Wall Heater - Chromolox Electric, cat #CUF-STT-1436-F0010, MFG #V-80360-001, 240V, 1PH, 4KW, SERIAL 306-80-11, Fan Motor - "Emerson", Model #K47HXHF-465, 230V, 1PH, .35 AMP, 1/40HP, 110/25PD RPM, FRAME 42Y

MAIL ROOM 1st floor
Wall Heaters (2) - #1 Chromolox Electric, Cat. #CUF=STF-131-F0000,

MFG #V-72086-001, Serial #3-80-010, 208V, 1PH,5 KW, #2 Chromolox Electric, Cat. #CUW-STF-1516-W0000, MFG #V-72086-002, Serial #3-80-011,208V, 1PH, 5 KW

Fan Motors #1 & #2 - "Emerson", Model #K47HXHF-465, 230V,

1PH, 110-25PD RPM, 43Y Frame

Ceiling Hung Unit Heater - "Trane" Steam, 

Fan Motor - "Marathon", Model #AM48A11074B, 115V, 2.2 AMP,  


1/8 HP, 1100 RPM, 48 Frame   

Window A/C - "Westinghouse", Model #MCE05721, Serial #MEE173588,

          115V, 7.5 AMP, 840 WATTS, 5,000 BTU, R-22

          "Westinghouse", Model #MEC127450, 115V, 7.5 AMP, 

          840 WATTS, 5,000 BTU, R-22

LOADING DOCK 

Unit Heater - "Trane" Steam, Type 126 S, Serial #01-59394

Fan Motor - "Marathon", Model #8WH48A11190B, 115V, 2.2

AMP, 1100 RPM, 1/8HP, 48 Frame

BUILDING #35 - 920 FRONT STREET - CONTINUED
1ST FLOOR

Air Compressor - "Johnson Service Co.", No Unit Model # or Serial# 



Motor - "Dayton", Model #6K359A, 115/208/230V, 1PH, 

        7.0/3.2/3.5A, 1/3HP, 1725 RPM, F-56 Frame, 

Belt - AL520

Compressor - "Devillbiss Co.", Comp. #120A, Serial #14976, 

Filter Element - F1000-232

MAIN FLOOR STORAGE
Steam Unit Heater - "Trane", Model #S-CU, Type and Size 126 S, Serial #3E-00460

Motor - "Marathon", Model #AM48A11074B, 115V, 1PH, A 2.2, 
           
         1/8HP, 1100 RPM, Frame 48

Steam Unit Heater - "Trane", Unit #18T7A, Serial #27141, Motor - "Emerson", Model #I35P153, Style 444-3835, 110V, 1PH,3.6 A, 860 RPM, 1/10HP, Frame 565G

Steam Unit Heat – “Tane", Model #S-CU, Type and Size 126S,

    Serial #4B00664

Motor - "Marathon", Model #CC48A1107AB, 115V, 1PH, 2.2A, 

1100 RPM, 1/8 HP, Frame 48

MAIN FLOOR STORAGE CAGED AREA
Steam Unit Heater - "Modine", Model #H518501, Serial #05190985,

Fan Motor - "Universal Electric", Model #JA2N104N, 

Serial #8WB35136, 115V, 1PH, .77A, 1550 RPM,

1/6HP

Steam Unit Heater - "Trane", Model #18T7A, Serial #27140, Fan Motor - "Emerson", Model #I35P140, 115V, 3.6A, 860 RPM, 1/10 HP, Frame 56SG

BUILDING #35 - 920 FRONT STREET - CONTINUED
SECOND FLOOR
2ND FLOOR OFFICE AREA
Wall A/C Unit - "White/Westinghouse", Model #AS248G2K1, Lot #012,

Count 261

Wall A/C Unit - "White/Westinghouse", Model #AS2287G2K1, Lot 601,

Count 423

PRESS ROOM COFFEE ROOM

Steam Unit Heater - "Trane", Model #126S, Serial #01-59396

Fan Motor - "G.E.", Model #5KCP39JG, 115V, 3.3A, 1075 RPM, 1/4HP

2ND FLOOR PRESS ROOM STORAGE

Steam Unit Heater- "Trane", Model #UHSA12658AAAF,  Serial #D83J02802
Motor - "Emerson", Model #K55HXMED-6326, 115V, 3.0A, 1100 RPM, 1/6 HP, Frame 48Y

Steam Unit Heater - "Trane" Motor - "Marathon", Model #8WHA48A11T90B, 115V, 2.2A, 1100 
RPM, 1/8HP, Frame 48

Steam Unit Heater - "Modine", Model #S33 S 01, Serial #1801D980,

Fan Motor - "FASCO", Model #7108-5179, 115V, 1.5A, 1550 RPM, 


1/25HP, Type 48B

Steam Unit Heater - "Modine", Model #HS 47 S 01, Serial #05100980,

Motor - "Universal Electric", Model #DA2L007N, Serial 
        #5RB10407K, 115V, 3.0A, 1550 RPM, 1/12HP

Data print
Humidification unit- Serves data print, Electrovap MC, ELMC 30 32, N99260, 208v
BUILDING #35 - 920 FRONT STREET – CONTINUED
ROOF 
Lennox Heating and Cooling System – RTU-1,  Model #GC510-5N-75-1P, 1 compressor, 1 Blower ¾ hp, 1 condenser fan ½ hp

Roof Top Heating & Cooling Unit - "Trane"; Double Unit, 11 ton, Model BYC 130G3H0BB; 

 Type 268-0752-01-B, Serial #S14144306D; Input Heat - 300,000 BTU, Output  - 225,000 BUT

2 compressors, 3 fans, 1 evaporator fan, 2 refrigeration circuits 

RTU, Heil, International Comfort Product, mfr/n NPGB036F1HC, m/n PGB036F1HG, s/n Loo1941792, 2 compressors
Condensers,  2ea, , s/n 922064320, s/n 922064313 5000, m/n CA5060UHA1, style 60MC000073BR, ½ hp
Roof Top Unit, Carrier, m/n 50PG-M16-D-50-ss, s/n 2877650026, 3 fans, 3 compressors, serves data print
Exhaust Fans

(1 each) - "Greenheck", Model #GB-14-4, Serial #86E01331

Fan Motor - "Marathon", Model #SUD48S17D2054E, 115V, 

5.5A, 1725 RPM, 1/4HP, TYPE SS, Frame 48

Belt - 3L230

(3 each) - "Greenheck", Model #GB-104X-QD-2A, 

Serial #'s 86B04190, 86B04196, 86000213

Fan Motors - "Marathon", Model #RVN48517D2054E, 115V,

5.5A, 1725 RPM, 1/4 HP, 

Belt - 3L230

(2 each) - "Greenheck", Model #GB-84X-QD, 

                                      Serial #'s 86D08850, 86D08840

Fan Motors - 2 each - "G.E.", Model #5KH33FNH, 115V, 5.6A,

1725 RPM, 1/4HP, 

Belt - 3L230

(1 each) - "Jenn Aire", Model #183BCRG, Motor - 115V, 5.0/3.0 A, 1725/1140RPM, 
1/3 HP

BUILDING #36 – 1320 BOZEMAN AVENUE

RECORDS MANAGEMENT BUILDING
Condensing Unit - "Lennox" - Model #H59-4535Y - 4 ton

Heating Unit - "Lennox" - Model G1204-110; Input Heat - 110,000 BTU

                 Output - 88,000 BTU

A/C Unit - "Trane", 5C33D, 3 Ton, 

Blower Motor - 1/4HP, 3450 RPM, 208/230V, 3.8A, J56 Frame

Belt - 4L360

Boiler - "American Standard C.I.", Gas, Class H.20", Diameter 16x24x32,

    90,000 BTU input, 70,000 BTU output, 

Circulation Pump - "B&G", #118844

Motor - "G.E.", 1/8HP, 115V, 1725 RPM, Frame 48Y, 3 AMPS

McDonnell Miller #67 Low Water Cutoff

Unit Heater Natural Gas   

(2) "Reznor", Model #US-150-F, Serial #BJ7N3407 AND BJX13H10, 
150,000 BTU input,                 120,000 BTU output, 

Motor -  1/8HP, 115V, Frame 56, 2.65 AMP, 1140 RPM

"Modine", Model #P225A Serial #01H09128, 225,000 BTU input,

180,000 BTU output, 

                                           Motor - 1/4HP, 115V, 2.6 Amps, 1000 RPM

"Modine", Model #G135A, Serial #03A591160, 135,000 BTU input,

108,000 BTU output, 

Motor - 1/6HP, 115V, 2.6 AMPS, 1075 RPM

Exhaust Fans - "Dayton", Model #2Z710A, 1/40HP, 1500 RPM, 115V

2-Rest Room Fans
BUILDING #36 - 1320 BOZEMAN AVENUE - CONTINUED
Hot Water Heaters - "American Standard", Model #G30AG, 30 Gal. Cap.,

Serial #5TGD, Natural Gas, 32,000 BTU input

Jetglass", Model #M85-168-JSB-3N, Natural Gas,

Serial #RG6266, Cap. 85 Gal., 199,999 BTU input,

168 GPH Recovery

"Rheem", Model #6H-20S, 120V, 20 Gal. Cap.,

Serial #0481101185, Wattage upper & lower 2000

=====================================================================

BUILDING #37 ORIGINAL GOVENOR MANSION  

Basement
Boiler room
Boiler peerless, steam, boiler no. G-1261-w-s, s/n 61-8373, 

#MTB-06369
PEERLESS C.I. STEAMBOILER (GAS) CLASS S

49"L X 24"H X 21"D, 440,000 IN – 352,000 OUT

Condensate tank, 1ea

Compressor, Johnson Control compressor, Motor , Dayton 1/2hp, fr56, sf 1.25, 1725
BUILDING #38 - 715 FRONT STREET

JOB SERVICE
SOUTH WING BOILER ROOM


Air Handler:


South Wing, Lennox GR275-3-M, 5HP blower motor – 3 phase – 230V, 6 zone duct 


controls, 2 – B71 blets, 4 20x20x2 and 1 12x20.2 filters, Serial #603


Burnham Boiler:


#809b – W1 hot water (south wing), 528,000 BTU input, serial #7724388


Taco Hot Water Circ Pumps:


2 each – 1/3 HP motor


Bypass Valve:

1-1/4” bypass valve with electric motor


Hot Water Heater:


40 gallon, 58,000 BTU


Air Pump:

Air pump on hot water heater


Exhaust Fans:


3 each – exhaust fans on roof

NORTH WING BOILER ROOM


TRANE Single Zone Air Handler:


Climate changer – draw through model, model #Y7D022AA0010050, 


Serial #K89H26264


5HP blower motor 208V


BX56 blet


20x20x2 filter – 6 each


BARBER COLMAN Pneumatic Control System:

Air Compressor Products Inc. – control compressor, Model 15-0753 HP1 – 

1HP motor ; 1 phase


ACP Air Drier:


1/6 Hp compressor, Model 8010, Serial #0302A-1-8903-108H


Small unit heater in equipment room


Sump pump


Burnham boiler #409B, hot water, w/ 280,000 input BTU, serial #12050401


Hot water circ. Pump 1/3 HP Taco

BUILDING #38 - 715 FRONT STREET - CONTINUED

ROOF TOP


TRANE Condensing Unit:


North wing – 7 ton, Model TTA120A300AA, Serial #D34191076, R-22 with hot gas 

bypass 

LENNOX Condensing Unit:

20 ton – south wing, Model H5M1-1853VH, R-22, Serial #5171B12011, AN5590E 

compressor – 2 each, condensor blower, 1 HP – 2 each, 6886 belts – 2 each

LARKIN Condensing Unit:

3 ton – south wing, Model #FCB-3, Serial #8961081-7

MISCELLANEOUS

VAV boxes – 14 each

Computer room A/C unit, Air Technology System, Model FCS-024-AU, 23500 BTU, R-22, 2HP compressor 208V, Date Mfg. 10-10-89 HW thermostat

Hot Water Heater – Point of use, North side  handicap bathroom

BUILDING #39 – 1100 NORTH LAST CHANCE GULCH
1st Floor

VAV Boxes, Various locations, w/electric reheat


Sump Pump (2 each), through room 136

2nd Floor

VAV Boxes, Various Locations, 3 w/HW reheat

Room 200


Fan coil


Filter Box (Vault)

Main corridor ceiling by mail room

VFD’s –  Two serve first floor old AHU; 2 serve second floor new AHU

Boiler Room
Water heater; AO Smith; C/N DVE-125-105; S/N: SK84-10320-Y3; 3ph, 208v, 292a, 7 @ 5000
Control:  Invensys/BC 8000 System

Roof, Low
         EF-1, Exhaust Fan, Greenheck, 799713, GB-9-4

Exhaust fan, 1/4hp; M/N GB-10-4/0d-4a, S/N 800007, 115v, 5.6A, 1725 rpm, 11/84

Exhaust fan, 1/3hp, EF-8 Carnes, S/N 783152002, M/N VUBK15R1ANA20SPCM,   

         1/3hp                                   

Exhaust Fan, Jenn-Air, 248-ARJ


Exhaust Fan, 3/4hp, EF-7, Carnes, S/N 783152-004, M/NVUBK15RiaINA205PC1
Exhaust Fan, EF, For room252 Lab. Hood, M/N 90QMXLE 90 QMXLF 5, S/N 371S900399-0010000701, 550 cfm, 258 rpm, Sept 2006, .5 hp, 115v, 1725rpm, TEFC enclosure


Unit heater, Electric Room

3rd Floor

Convector, Heating, various locations

Marching room
3 each – Unit Heater

BUILDING #39 – 1100 NORTH LAST CHANCE GULCH - continued
Roof
Exhaust Fan, 1/2hp, EF-10 Carnes, M/N VEBK18P1A1NA20SPC1, S/N 78315200; 115v ; 7.14a

Supply Air Fan – 1/2hp, SAF-2, M/N VSBB15PIAINL20B_N1, S/N 783152.010, 115v, 7.14a
Boilers

          B-1, #MTB26452, Weil McLain, , CP5983856, M/NCGA-8PIDN, 245,000 IN,             

             204,000  Out, S/N 1, 2009 
          B-2, MTB25115, WEIL McLAIN HOT WATER S/N CP5361519; PFG-5-P1DN;      

          244,000 in, 172,000-199,000 out :SERIES 7; Pump:  TACO – 1/8hp, 1725 RPM;    
Model 111-8, 


B-3, MTB14435, WEIL McLAIN HOT WATER S/N CP3247104; PFG-8-P1DN; 

SERIES 6; Input BTU 427,000; Pump:  TACO – 1/4hp, 

1725 RPM; Model 122A3N10
B-4, WEIL McLAIN HOT WATER, MTB 14434,  S/N CP3247103; PFG-8-P1DN; 

SERIES 6; Input BTU 427,000; Pump:  TACO – 1/4hp, 

1725 RPM; Model 122A3N10

A.O. SMITH HOT WATER BOILER, #MTB-14438S/N M88 1972; M/N BC 225840,  

    225,000 in
Circulation Pumps, ceiling, 2 ea.,  Hot water  heating pumps, 
Air Conditioning

AH-1 , Pace Size A18AFS1, s/n 84-48307-02, 6900 cfm, 2.5 sp, 1760 rpm 4.14 hp

AH-1, Airfan, RF-1, AH-115, SIN 97-66024, 2hp, 6.8 fla, 208v
Split System Evaporator ,Trane, Type 269-1333-1-A, s/n C84U-10225, Serves AH-1
Dunham-Bush Unit – AUDR030A
 - 30 ton compressor, Serves AC-2
BUILDING #39 – 1100 NORTH LAST CHANCE GULCH - continued
AC-2, Airfan , SIN 97-60025, Filters 9ea 24x24x2. 208v, 281.5 fla, 

Blower-1 15hp, 41a, 208v, 
Blower-2 5hp, 15a, 208v, 

AHU-3, MaQuay, 2008, supply fan 18.28 hp 2 1625 rpm, Return fan 9.49hp @ 1725 rpm, 5 sections, s/n FB0UD70200102, m/n 0AH035GDDC, Part/n E807876120 OWT

Condenser for AHU-3, , 4 compressors, 4 fans 1.5hp, m/n ACZ030BC 712-ER11, s/n STNN070100189, 208v, 152a, E807876130
Condenser (old) , Larkin, RFD 21, 3 fans
3nd Floor
Miscellaneous VA’s
 , see dwg’s


  

4st Floor
     Miscellaneous VA’s
 , see dwg’s




  
2st Floor
Exhaust fan/ Vault Vent, Rm 240, Exhaust fan above Ceiling
Supply Fan, Solar wall, 4th floor room next to elevator, Cook, SF-1, m/n 135SON, 

s/n 371S925274-0110000701

Motor, marathon, .5 hp, DQL48S1701297DK, 115v, 1725, 7.5a, Frame 48Z
BUILDING #40 - 1227 11TH AVENUE
OFFICE OF PUBLIC INSTRUCTION

NEW ADDITION: Mechanical room south rear center of 2nd floor.  Lennox Gas Furnaces with A/C coils.

1.
1st one on left inside room: M/NG26Q4/5-125-2, S/N5897A14264, Evaporator Coil Model C23-51/65-1, S/N6096M18860

2.
1st unit on right M/N GHR26Q4/5 - 120-1, S/N5896M 3552-1, Coil Model CR26-65N-1, S/N 6596H00930

3.
2nd unit on right M/NG26Q4/5-125-2, S/N 897A-14251, Coil C23-51/65-1, S/N 6096M18859

4.
3rd unit on right M/N G26Q4/5,-125-2, S/N 5897A14253, Coil Model C23-51/65-1, S/N 6096M18855

5.
Water heater: Lockinvar DVN041-299-337, S/N NM8137580, Gas 38 gal, 40,000 BTU/HR

Old Wing West Roof reached by 2nd floor West exit front side: Lennox Combination Units - gas & A/C.  GCS3 Series.  

1.
RTU #4 S/N GCS3-513-150-4 Lennox

2.
RTU #3 S/N GCS3-653-150-4

3.
Central Cooling Air Conditioner Lennox - Model CHA10-413, S/N 5184D01929

4.
S/N GCS3-513-150-4

5.
S/N GCS3-513-150-4

6.
S/N GCS3-513-150-4

Rooftop Units:

RTU-1
Lennox – M/N LGA048SH1Y; S/N: 5698J00518; C/N: 62S65 – 4 ton








RTU-2
Lennox – M/N LGA048SH1Y; S/N: 56998J00519; C/N: 62565 – 4 ton






RTU-3
Lennox – M/N LGA048SH1Y; S/N: 56998J00515; C/N: 62565 – 4 ton







RTU-4
Lennox – M/N LGA048SH1Y; S/N: 56998J00517; C/N: 62565 – 4 ton







RTU-5
Lennox – M/N LGA048SH1Y; S/N: 56998J00516; C/N: 62565 – 4 ton







RTU-6
Lennox – M/N LGA048SH1Y; S/N: 56998J00512;C/N: 62564 – 3 ton

BUILDING #40 - 1227 11TH AVENUE – CONTINUED
INSIDE

Furnaces

F-1
 Lennox Furnace – M/N G26Q4/5-125-2; S/N 5897A14264


F-2  Lennox Furnace – M/N G26Q4/5-125-2; S/N 5897A14251

F-3 Lennox Furnace -  M/N G26Q4/5-125-2; S/N 5897A14253


F-3 Lennox Furnace - M/N G26Q4/5-125-2; S/N 5896M35521

Condensing Units – Roof top
Lennox: - Model HS29-653-2Y

Unit 1: S/N 5896H17155 – 5 ton

Unit 2: S/N 5896H17154 – 5 ton

Unit 3: S/N 5896H17129 – 5 ton

Unit 3: S/N 5896J54764 – 5 ton
BUILDING #41 - 2517 AIRPORT ROAD

NEW LIQUOR WAREHOUSE
Furnaces:


Lennox Model G11-165(3)



Condensing Unit – Lennox H510-0653V-3G (2)

· Lennox H56-953V-4F (1)

Tempstar Model #NTGM125EK1 (Heating)


      Model #CA5560VKD2 (Cooling)

Overhead Unit Heaters

Qty.

    BTU
BRAND
 1

400,000
Reznor

 1

400,000
Modine

 9

250,000
Modine

 1

300,000
Modine



Existing
 7

250,000
Modine

=====================================================================

BUILDING #42 COMODITIES

MOA

BUILDING #43 - 2800 AIRPORT ROAD

AVIATION SUPPORT FACILITY (A.S.F.)
Unit Heater

Next to Door 2


Outside Room 70


Outside Room 44


West hallway ouside room 14


West hallway outside room 8


Room 9 – ceiling

Roof Top Unit – lower roof west end

M/N BAUC-406-D, Type 169-1126-1-A, S/N: C80C-23377; 208/230v, ½ hp, 92A


M/N RAUC-256-A, Type 169-719-1D, S/N: C80A-19806; 208/230v, 65a, 1/3hp


M/N RAUC  -256-A, Type 169-719-1-D; S/N: C80A-19804; 208/230v; 65A, 1/3hp

Exhaust Fans = Roof Top

15 each – 4 are on the high bay roof

Unit Heater,  Shed – 3/8/2002
Makeup Air Unit – 4 each – high bay area

Makeup Air Unit – 2 each – low bay area

Fan Coils – 4 each – low bay area

Air Handler – Room 27


S/N:  5461; M/N: BZ-3210CC – Temptrol

Room 27
Water Heater, State, M/N SBF100 260 Net ID 100 gallon, gas, 260,000 BTU in, S/N: MS95707283; Recovery 236.4 per hour

Sump Pumps – 2 each – Federal Pump Corp

Compressor Controls – Champion; cat #H11, M/N WUJ145TTDR5326AA; 1-1/2hp

1735 rpm; 208/230/v60; 4.8-4.8/2.4, marathon

Compressor Tools; N: 810220H37; GE/ M/N 5K256AF206-F2, S/N J 1394424, hp20; 230/460, 51.4/25.7

BUILDING #43 - 2800 AIRPORT ROAD – continued
Room 50

Bell & Gosset, Size: 185011, S/N 1378272 ID J68


Bell & Gosset; Size 485011; S/N 9979653X

Water Heater – Lochinvar; S/N Cn$200-080-DF9; S/N N0798097A; 80 gallon, gas; 199999 BTU in, 131.8 Recovery

Air Dryer – Johnson Control; D-4210-1

Compressor – M/N A4 16x4 793866-P 2.5/2.5 Ajax Motor Part 8-339793-01; FR, 2hp, 230/460 6/3a

Room 74
Water Heater, AO Smith; M/N KCA 40910; 40 gallon, gas, 40000 BTU in


Exhaust Fan

Room 18
Exhaust Fan, Welder; CAR-MOM; M/N CH814, #27261;1750 rpm; 

Air Handler Unit, AHU-5; Temptrol; S/N 5460; M/N DH-3SLC, J/M H&V-5

Room 21
Unit Ventilator – Trane

Room 19

Fan Coil – ITT Nesbitt

Room 5

Unit Heater – Trane, UH-!; M/N UHSA-060S-8A-AC, Type 136-0105-1; 

S/N S796-11143

Air Handler Unit – AHU-7, Trane, Type 3; S/N U80C13559; Gould Century Motor; P/N 8-107287-01, Frame J56 Type SC 3/4hp; 1725 rpm; 1145, 208/220/440, 
2.6-2.4/1.2A
Room 14

Fan Coil – Traine

BUILDING #43 - 2800 AIRPORT ROAD – continued
Room 17

Fan Coil – 2 each -  Traine

Room 54

Fan Coil

Room 53

Fan Coil
BUILDING #44 - 5 SOUTH LAST CHANCE GULCH

OLD STATE FUND BUILDING

Boiler Feed Pumps (2) – TACO; Model BB2006, 5.5 A5B2BO; Frame A5; Motors – 

Marathone Electric; Model – MVL143TTDR7026DC; Frame – 143T Type TDR – Code K; 

R.P.M. 1735 – 208-230/460 Volts 3.6/1.8 Amperes; 3 Phase (Ø) Duty – Pont. 40◦ C AMB

Boilers (4) – Slant Finn, Model GG375; Type: Natural Gas; Pressure 100 P.S.I. Hot Water
375,000 BTUH In, 300,000 BTUH Out, Net IBR Water 260,900

MTB: 8094, S/N501392
MTB: 8095, S/N501393
MTB: 8096, S/N501394
MTB: 8097, S/N501395
Air Handler – Trane Climate Changer, Draw-Thru, Model No. CCDB41GEOC 

HSS3L11LODS, 100J3a2c0000000, 21S36OE0000000000, 00000PS, Motor – Dayton; 

Model 5N324 25 HP 1775 RPM; 230/460 Volts 3 Phase (Ø) 60/30 Ampers; Frame 284T 

Type – DE

2ND FLOOR ENTRY – Heater Blower Unit – Trane Force – Flow Heater; Type & Size 

M46A006; Motor – Trane DA3F066N#; 1/20 HP 120 Volt 1100/900/700 RPM

1st FLOOR FLOOR ENTRY – Heater Blower Unit – Trane Force – Flow Heater; Type & 

Size D34A008; Motor – Trane 4E001AN; 115 Volt 1/12 HP, 775/650/525 RPM

1st FLOOR ATU’S – 3 UNITS – Trane; Varitrane System; Model VFWC1211CALODBR03UD;  Motor 115 Volt 1 Phase (Ø) 4 Amp. .25 HP

Air Compressor – FOR AIR CONTROLS; Johnson Control, Model 325 17 255195 L, Motor 

Ajax Electric Motor Corp. Model AM030182T; Frame 182T; Type TDR DES-B 3 Phase 

(Ø) Code – J; 1730 RPM 208-230/460 Volts 9.4-9.0/4.5 Ampers

JOHNSON CONTROLS – Model A-4210-1, Refrigerated Air Drier with filter and pressure; 

Reducing Station

Rund Glas Commercial Water Heater; Model RF-78-200 Type – Natural Gas; S/N 383400826 Capacity 78 gallons, Manufactured by Rheem Co.,  199,900 BTUH In
Chill Water Feed Pump – TACO; Model FE2008E2E1F2LOA; Motor Balder Industrial 

Motor; Model M3211T; Spec. 35L101-2112 Frame 182T; 3HP 208-230/460 Volts; 8.6-

8.4/4.2 Amp 3 Phase 1725 RPM

Chiller – Trane; Model CCABC504RAFR30BFLPT, 460 Volts

Chill Water Condenser – Trane, Model CAUBC5042A01; Condensor Fan Motor (6); 

460 Volt 3 Phase (Ø) 1.80 FLA

BUILDING # 44 – 5 SOUTH LAST CHANCE GULCH – CONTINUED

Computer Room Air Conditioning, Main Unit, Data Air Inc. Model DTAD 0834 460 Volt 

3 Phase (Ø); Compressor Copeland Model ZR90K3 – Two – 961 460 Volt; Blower Motor 

Blador Industrial Motor; Cat. No. M3211TA-36; 460 Volts
Condensers; Data Air Inc., Model DARC0934 460 Volt 3 Phase (Ø), Fan Motor FASCO 

Model 910, 460 Volt 2.2 amps 1075 RPM

Backup Unit

AIRWELL 3000 SERIES – Model LVAU-0334-OHO; Compressor Tech. AV134TJ-036-TZ; 460 Volt 3 Phase (Ø) Fan Motor 460 Volt 3 Phase (Ø) .5 HP

Backup Unit - Condensers – Heat Craft Inc., Larkin Model No.

Fan Motor – G.E. Co. Model skcp490G9815AS; 208-230 1460 Volt, 1 Phase (Ø) 4.8/2.4 Amps

Trane Unit Heater (4 EA.) – Model No UHSA060SSAAAC, Type No. 116-105-01; Fan 

Motor G.E. Co., Model #5KCP39CGD560OBS; 115 Volt 1 Phone 1.823 Amp

Domestic Hot Water Circ Pump – TRACO Model 110B

Penthouse Climate Changers (4 UNITS), Trane, Model PCAA-1004-2E-

BASS3500050000000, HP 3.0 230/460 Volt; 7.5/3.75 Amp., 3Ø 1750 RPN Motor – 

Gould Part No. 6-338321-01 Fr. S182T Type – SCE

Exhaust Fan (RESTROOMS) – Loren Cook Co. Cat. No. 24UC48 1/3 HP 120 Volt 1(Ø) 1750 
RPM Belt 4L230

Exhaust Fan (MAINTENANCE ROOM) – Loren Cook Co. Cat. No. 12UCB1 1/6 HP 120 Volt 

1(Ø) 1750 RPM Belt 4L230

Exhaust Fan (NON-SMOKING BREAK ROOM) – Loren Cook Co. Cat. No. 15UCO 1B 1/6 

HP 120 Volt 1(Ø) 2 Speed

Exhaust Fan (SMOKING BREAK ROOM) – Loren Cook Co. Cat. No. 12UCO 1B1 1/6 

HP 120 Volt 1(Ø) 1000 RPM

Exhaust Fans (OLD MEETING ROOMS) (2) – Lauren Cook Co. Cat. No. 9UC15D (Direct)

1/10 HP 1550 RPM 120 Volt 1(Ø) [O.E.M.]

Exhaust Fan (COMMUNICATION ROOM) – Dayton Ventilator Cat. No. 3C401 1/10 HP 115 

Volt 1(Ø) 1550 RPM

=====================================================================

BUILDING #45 PARKING STRUCTURE

No mechanical
=====================================================================

BUILDING #46 DEPT OF TRANSPORTATION
MOA
=====================================================================

BUILDING #47 OPI ( lease on the corner)

Lease
=====================================================================

BUILDING #48 MONTANA STATE DATA CENTER

	Cooling Towers
	2

	   Heat Pumps-Water to Air
	7

	Heat Pumps-Water to Air
	1

	Package Unit Computer room
	4

	Package Unit Computer room
	3

	Package Unit Computer room
	3

	Exhaust Fans
	1

	Exhaust Fans
	2

	Pumps
	2

	Pumps
	1

	AHU-CHW Electric
	3

	Boiler Hot Water
	1

	Pumps
	2

	Drive motor-  Heat Recovery Units
	3

	Water Closets
	3

	Waterless Urinal
	1

	Point of Use Water Heater
	6

	Lavs
	2

	Backflow preventers
	3

	Diesel Generator
	1

	Heat Recovery Unit
	3

	Heat Recovery Unit
	3

	Heat Wheel
	3

	Condenser -Air Cooled
	18

	Humidifier
	2

	DDC Coverage
	1

	Filters - AC Units
	54

	Filters - Gen. Intake
	42

	Filters - Kyoto Units
	144


=====================================================================

BUILDING #49 NEW STATE FUND

MOA
See Dwg’s
=====================================================================

BUILDING #50 DISCOVERY CENTER


2668 Broadwater Avenue, Helena  (Montana Outdoor Discovery Center, FWP)

Equipment list for Building #50 is as follows and includes but is not limited to:

1
Air Handler Unit,AHU1-1, Trane CSIA017, 7900 CFM 

9
VAV’s, VAV-1-9, Price, M/N SDV5

2
Boilers:
B1-1, Altra 230, 230,000 BTU’s, S/N CP6213922, MTB27073




B1-2, Altra 230, 230,000 BTU’s, S/N CP6040535, MTB27074

1
Condenser, DX, Trane, M/N RAUJC20EE, 20 ton

2
Exhaust Fans (Bear Building)

5
Pumps, P1-1, P1-2, P1-3, RCP1-1, GFP1-1

1
Furnace, (Bear Building), Lennox, M/N C23-51/65-1, S/N 6001 64 8881

10
Urinal/toilet Flush Valves

9
Filters

1
DDC System, Delta & Siemens

Misc. Plumbing including Bear Valves
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